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1.0 Summary 

Aleda E. Lutz Veteran Affairs Medical Center (VAMC) retained Earth Smart Environmental Solutions, 
LLC (ES2) to conduct a lead-based paint inspection and lead risk assessment at the VAMC located at 
1500 Weiss Road in Saginaw, MI.  Mr. William Jerome, GEMS Coordinator/Emergency Manger 
represented the VAMC (the owner) during this project.   

Mr. Mark Dziadosz, a Certified Lead Inspector/Risk Assessor (Michigan Certificate # P-03969D) 
conducted lead-based paint inspection and risk assessment for the subject property from July 6, 2009 
to July 13, 2009, he was assisted by Mrs. Elizabeth Cichon.  

This report provides results from Building # 3 located at the VAMC campus. Building # 3 is currently 
an active office building and appears to be in good condition.  The scope of work for the Building # 3 
included a lead-based paint inspection for the basement, 1st floor, 2nd floor, roof, and the outside of 
Building # 3, and a risk assessment of each room/area where a positive result for lead was found 
during the inspection.  

Laboratory analysis was provided by EMSL Analytical, 2001 East 52nd Street, Indianapolis, IN 46205 
and they can be reached at (317) 803-2997.  Their AIHA Environmental Lead Proficiency Analytical 
Testing (ELPAT) Program Accreditation number is #157245. 

The lead-based paint inspection of the Building #3 indicated that several components on both the 1st 
and 2nd floors of the building, the basement, and the exterior of the building contain lead-based paint.  
A lead risk assessment conducted for the areas where lead-based paint is present concluded that only 
the basement had concentration of lead in dust above the hazard levels.  Details of the lead-based 
paint inspection and lead risk assessment scope of work, procedures, results and conclusion are 
discussed in subsequent sections of this report. 

Appendix A provides the scope of work provided by the VAMC.  
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2.0 Procedures 

In conducting lead inspections, ES2 follows procedures outlined in Chapter 7 of the Department of 
Housing and Urban Development (HUD) “Guidelines for the Evaluation and Control of Lead-Based 
Paint Hazards in Housing” and the “XRF Performance Characteristics Sheet for the Niton 
Corporation: XL-300 Spectrum Analyzer” developed by HUD and the EPA. 

ES2’s investigation of the building consisted of breaking it down into separate functional areas. For 
the testing of paint, each functional area is then broken down into different building components, 
according to the various colors and substrates. Within each separate room, or functional area, each 
painted surface is tested. ES2 tested only permanent painted building components. The following is a 
list of most commonly tested features: walls, door components, window components, stair 
components, ceilings, floors, pipes, radiators, hand rails, guard rails, ladders, ductwork, columns, and 
beams. 

Lead-based paint is defined as paint that contains 1.0 mg/cm2 or 0.5 % by weight of lead, a level set 
by the Housing and Urban Development (HUD) Program and the Environmental Protection Agency 
(EPA). However, in 1992 OSHA passed standards for the construction industry for lead containing 
materials including paint (29 CFR 1926.62). This regulation describes the procedures that must be 
implemented to protect workers from disturbing lead materials during such activities as demolition, 
renovation, construction, alteration, or repair of buildings where lead may be present. Unlike the 
HUD and EPA standard of 1.0 milligrams per square centimeter, or 0.5 percent by weight as the 
concentration considered positive for lead, OSHA’s Lead Standard uses any lead level as response for 
construction and demolition activities which might produce large amounts of construction/lead dusts. 
Therefore, materials containing lead below 1.0 mg/cm2 are not necessarily safe to sand, demolish or 
otherwise disturb in manners that may produce dust, which could be ingested or inhaled.  

For the purpose of this project, the HUD and EPA standard of 1.0 mg/cm2 will be used. 

Lead Risk Assessments are conducted to establish lead hazards within a facility.  Title X of 1992 of the 
Housing and Community Development Act covers lead hazards and defines them as: 

• Lead paint that is in poor condition or deteriorated as defined by Title X. 

• Friction surfaces i.e. sliding windows, rubbing doors that have lead based paint 
with associated dust levels that exceed the safe limits set forth. 

• Impact surfaces i.e. door jambs, window troughs that have lead based paint and 
have impact caused by another building component. 

• Any chewable surfaces with evidence of teeth marks that have lead based paint. 

• Lead contaminated dust that exceeds the safe levels set forth. 

• Lead contaminated soil that exceeds the safe levels set forth. 
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3.0 Lead-based paint inspection  

Mr. Mark Dziadosz assisted by Ms. Elizabeth Cichon, conducted the lead inspection and risk 
assessment of Building #3 from July 6th to July 13th, 2009.  A lead inspection is a surface-by-surface 
identification of lead containing components using XRF lead paint analyzer. 

The X-Ray Fluorescence (XRF) machine utilized for lead-based paint inspection on this project was a 
Niton XL 300 Lead Analyzer, Serial Number U4323NR5841. 

Appendix B provides the Performance Characteristic Sheet for the XRF used on this project. 

Several building components on both floor levels, in the basement, and on the exterior of Building #3 
were found to contain lead-based paint. 

Appendix C provides XRF results with positive results shown in red. 
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4.0 Visual inspection and risk assessment 

Rooms are numbered based upon stickers on door jambs as requested by the client. SP2-3 would be 
room 2 in building 3. In halls where no room number was available, one was created based upon 
closest room number and a (H). To describe locations of components on the XRF the standard of “A” 
was used for the address side of the building (or the side where the building number is posted), ”B” 
would be the next side going clockwise and so on for “C” and “D”. 

4.1 Visual inspection 
ES2 assessed all interior and exterior areas within Building #3.  Most paint in the building was found 
in intact condition. ES2 used HUD guidelines as described below for the categories of paint film 
quality on building components.  

Type of building 
component Intact Fair Poor 

Exterior 
components with 

large surface areas  

Entire surface is intact Less than or equal to 
10 ft2 

More than 10 ft2 

Interior components 
with large surface 

areas 

Entire surface is intact Less than or equal to 2 
ft2 

More than 2 ft2 

Interior and exterior 
components with 

small surface areas 

Entire surface is intact Less than or equal to 
10% of the total 
surface area of the 
component 

More than 10% of the 
total surface area of the 
component 

 

Only components that had a positive lead result (per HUD regulations greater than or equal to 1.0 
mg/cm2) were assessed for their condition. The following building components that tested positive for 
lead-based paint were found to be in poor condition.  
Basement 

• SP2-3 gray metal pipe 

• SP2-3 gray metal hanger 

• SP4-3 gray metal conduit 

• SP5-3 red metal window casing 

• SP1-3 asbestos insulated gray pipe 

• SP1-3 white metal pipe 

• SP1-3 gray metal window casing 

First floor 

• SP101-3 white wood window sill 

• SP106-3 white wood window sill 

• SP100-3(H) green wood roof access 

• SP103-3 white wood window sill 
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Second floor 

• SP206-3(H) white wood door 

• SP210-3 white wood window sill 

• SP202-3 white wood window sill 

Outside 

• Outside black metal handrail cage 

Refer to Appendix C for the location and quantity of these building components 

All other building components that were positive for lead were in intact condition.  

There may be additional building components present above plaster ceilings that could not be 
accessed for this lead inspection and risk assessment.  

4.2 Risk assessment 
As requested by the client, a risk assessment was performed in each room that had a positive result 
on the XRF for lead. Dust wipe samples were collected according to HUD guidelines, as follows: 

• An area located on the surface to be sampled is measured and marked. 

• A single approved sampling wipe is opened with gloved hand and wiped across 
the sampling area in a series of “S” patterns. 

• The wipe is then placed into a container labeled with the site location 
identification and sample location. 

• Samples are analyzed by EMSL Analytical laboratory. The results are reported in 
micrograms per square foot (µg/ft2 ).  

The standard for dust wipes on a floor is 40  µg/ft2, on a window sill is 250 µg/ft2, and in a window 
trough or window well is 400 µg/ft2.  

Samples were labeled using the same room numbering system as the visual inspection followed by 
1W for a floor sample and 2W for a window sill sample.  

The following dust wipe samples tested above the standard for lead. 
• SP2-3-1W floor 

• SP7-3-1W floor 

• SP6-3-1W floor 

• SP8-3-1W floor 

• SP3-3-1W floor 

• SP4-3-1W floor 

• SP5-3-1W floor 

• SP1-3-1W floor 

• SP5-3-2W window sill 

• SP1-3-2W window sill 

• SP1-3(H)-1W floor 

Appendix D provides dust wipe results and the location of these hazards. 
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As part of the risk assessment and at the request of the client, soil samples were collected. Samples 
were collected as a composite drip line sample and a composite bare soil sample. 

Acceptable lead soil levels are as follow: 400 mg/kg for play areas and 1,200 mg/kg for other parts of 
the yard. 

Soil samples for Building #3 did not exceed the 400 mg/kg or 1200 mg/kg standard levels for lead in 
soil. 

Refer to Appendix D for soil sampling results. 

Based on the results of the lead-based paint inspection and risk assessment, ES2 recommends that 
the following items be addressed immediately to reduce the risk of lead exposure: 

Basement 

Room 
Number 

Building 
Component 

Lead-based 
Paint Color  

Area 
(square feet) Recommended Action 

SP2-3 Hangers Gray  15 hangers Paint stabilization (remove 
loose/damaged paint and 
apply new protective coating 
or paint) 

SP2-3 Pipe Gray 8 Paint stabilization (remove 
loose/damaged paint and 
apply new protective coating 
or paint) 

SP5-3 Window 
Frame 

Red  2 Paint stabilization (remove 
loose/damaged paint and 
apply new protective coating 
or paint) 

SP1-3 Pipe Gray  45 Paint stabilization (remove 
loose/damaged paint and 
apply new protective coating 
or paint) 

SP1-3 Pipe White 51 Paint stabilization (remove 
loose/damaged paint and 
apply new protective coating 
or paint) 

SP1-3 Window 
Frame 

Gray  2 Paint stabilization (remove 
loose/damaged paint and 
apply new protective coating 
or paint) 

SP1-3 (H) Ceiling above 
stairs 

White  90 Paint stabilization (remove 
loose/damaged paint and 
apply new protective coating 
or paint) 
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SP1-3 (H) Electrical Box White  1 Paint stabilization (remove 
loose/damaged paint and 
apply new protective coating 
or paint) 

SP1-3 (H) Stair Riser Red 45 Paint stabilization (remove 
loose/damaged paint and 
apply new protective coating 
or paint) 

SP1-3 (H) Stair 
Baseboard 

Red 25 Paint stabilization (remove 
loose/damaged paint and 
apply new protective coating 
or paint) 

Entire 
basement  

Floor, 
windows and 
all 
components 
with visible 
dust 

 2,278 Remove equipment, supplies 
& miscellaneous items; clean 
all components including 
floor and window sill for 
dust 

1st floor 

Room 
Number 

Building 
Component 

Lead-based 
Paint Color  

Area 
(square feet) Recommended Action 

SP106-3 Window Sill White  6 Paint stabilization (remove 
loose/damaged paint and apply 
new protective coating or paint) 

SP103-3 Window Sill White  5 Paint stabilization (remove 
loose/damaged paint and apply 
new protective coating or paint) 

2nd Floor 

Room 
Number 

Building 
Component 

Lead-based 
Paint Color  

Area 
(square feet) Recommended Action 

SP206-3(H) Door White  100 Paint stabilization (remove 
loose/damaged paint and 
apply new protective coating 
or paint), or replace door 

SP210-3 Window Sill White  4 Paint stabilization (remove 
loose/damaged paint and 
apply new protective coating 
or paint) 

SP100-3(H) Roof Access 
Hatch 

Green  6 Paint stabilization (remove 
loose/damaged paint and 
apply new protective coating 
or paint) 
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Outside 

Room 
Number 

Building 
Component 

Lead-based 
Paint Color  

Area 
(square feet) Recommended Action 

Outside – 
Side C 

Handrail Cage Black 80 Paint stabilization (remove 
loose/damaged paint and apply 
new protective coating or 
paint) 

 

These recommendations are based on the interim controls required to address lead-based paint in 
poor condition in Building #3. This does not include components with lead-based paint that are in 
intact condition. There may be other components that were not accessible at the time of inspection, 
which may require abatement or interim control.  The actions recommended above must be 
performed by a certified lead abatement contractor. 

Refer to Section 7.0 for the cost estimate. 
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5.0 Findings 

The following paragraphs describe the positive results for lead confirmed by the XRF readings and 
dust wipes collected from Building #3 at the VAMC campus. 

5.1 XRF testing results 
In Building #3 there were several painted components that tested positive for lead per the XRF. These 
components include: pipes, conduits, hangers, door jambs, doors, electrical boxes, cages, window 
frames, window sills, radiators, ceilings and ceiling decks, stair risers, stair baseboards, closet doors, 
closet door shelves, banisters, decorative molding, roof access (including hatch and frame), 
baseboards, and rafters. On the outside of the building, the following painted components tested 
positive for lead: poles, metal plates, porch ceiling, windows, handrail cage, vent board, and a metal 
square. 

Refer to Appendix C to find the approximate location, color, and quantity of these components.  

Refer to Appendix H to find the raw data table produced by the XRF. 

5.2 Dust wipe sample results 
In each room where a component tested positive for lead by the XRF, a dust wipe sample was 
collected on the floor and from a window sill when there was a window present (window troughs 
were not sampled because windows were metal and not painted). In Building #3 dust wipes collected 
from the basement showed presence of lead above the hazard level of 40  µg/ft2 for dust on floor and 
250 µg/ft2 for dust on a window sill. The dust wipe samples from the basement exceeding the hazard 
levels ranged from 320 µg/ft2 to 6000 µg/ft2 of lead. Dust wipe sample results for both 1st and 2nd floor 
of the building were below the hazard levels. 

Refer to Appendix D for the approximate location of the dust wipe samples. 

Appendix E contains drawings for each floor with positive XRF and dust wipe sample locations.  

Appendix G contains laboratory results and chains-of-custody. 

5.3 Soil sample results 
Soil samples for Building #3 did not exceed the 400 mg/kg or 1200 mg/kg standard levels for lead in 
soil.  Two composite soil sample collected from the Building #3 site were below the 40 mg/kg 
reportable detection limit for lead.  
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6.0 Lead hazard control plan & re-evaluation schedule 

All painted components require periodic re-evaluation and monitoring. Re-evaluation typically is 
scheduled on a bi-annual basis but more frequent re-evaluations may be required depending on site 
conditions. All painted surfaces must remain in good, intact condition. Painted surfaces that are 
peeling, cracking, blistering, or causing dust from friction or impact must be corrected immediately to 
prevent hazardous exposure to possible lead-based paint sources. All repairs must follow HUD 
guidelines for the interim control and abatement of lead-based paint hazards.  

As an interim control option for the components stated in Section 4.0, prior to applying new paint, all 
loose paint and materials shall be removed from the surface by wet scraping or wet sanding. Power 
sanding can be performed in conjunction with a HEPA filtered local exhaust attachment. (Dry 
sanding or dry scraping is only permitted in accordance with 24 CFR 35.140 and for reasons due to 
electrical safety.) Paint stabilization shall include the application of a new protective coating or paint. 
All protective coatings and paints shall be applied in accordance with the manufacture’s 
recommendations and in accordance with 24 CFR 35.1330 (b). A permanent solution may be the 
abatement of all lead based paint in accordance with 24 CFR 35.1325.  ES2 recommends that all 
components listed in Section 4.0 must be abated of all lead-based paint or fully encapsulated to 
minimize exposure risk and must also be re-evaluated. 

Appendix F contains interim control measures and re-evaluation schedule. 
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7.0 Cost estimate 

As requested by the client, ES2 has prepared a cost estimate of the items that require immediate 
attention. The cost is estimated only for the components listed in Risk Assessment - Section 4.2 of 
this report. If requested, full abatement cost of all lead-based paint present in the building is provided 
in Appendix I. 

 

Floor 

Estimated cost 
for paint 

stabilization  
Clearance sampling & third 

party certification 

2nd floor $1,000.00 (replace 
door & paint 
stabilization for 
window sill) 

$2,000.00 

1st floor $2,000.00 $2,500.00 

Basement $20,000.00 $5,000.00 

Basement (dust 
cleanup) 

$10,000.00 $2,000.00 

Outside $6000.00 $2,000.00 

Estimated 
Total Cost 

$39,000.00 $11,500.00 plus any cost for 
project management, 
specif ication preparation, 
hosting bid walk, etc.  

 

Cost is based upon an estimate cost of $100 per square foot for paint stabilization. Any component 
that can be replaced, such as doors, replacement cost is estimated rather than stabilization. 

Please note that the actual cost could be lower or higher depending on the actual area abated and 
cleaned.  
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8.0 Closing 

This inspection and risk assessment was conducted by a certified Lead Inspector and Risk Assessor 
for the benefit of the VAMC. The lead-based painted components identified in this report must be 
addressed using interim controls or abatement options discussed in this report. Reevaluation 
schedule must be followed if interim control measures are used.  After cleaning, paint film 
stabilization and /or abatement work is completed, clearance dust samples must be collected to make 
sure that the building is lead-safe. 

 

 

 

Mark Dziadosz 
Certified Lead Inspector/Risk Assessor #P-03969D 
BS Natural Resources and Environment 
Earth Smart Environmental Solutions, LLC
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Appendix A: 

Scope of work 
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Appendix B: 

XRF Performance Characteristic Sheet 
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Appendix C: 

XRF sample results 

 

 

 



ALEDA E. LUTZ
DEPARTMENT OF VETERANS AFFAIRS MEDICAL CENTER

BUILDING 3
XRF SAMPLING RESULTS

Page 1 of 45

XRF 
Sample 
Number

Building 
Number

Room 
Number Building Component Substrate Color

Location 
(A,B,C,D)

Lead Results 
(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage Abatement Options

1
SHUTTER CALIBRATION

2
CALIBRATION

1.03 +/- .12

3
CALIBRATION

0 +/- 0.1

4
CALIBRATION

.31 +/- .09

5 3 SP2-3 WALL CONCRETE GRAY A 0.01 +/- 0.08

6 3 SP2-3 WALL CONCRETE/FIRE BRICK TAN B 0.1 +/- 0.2

7 3 SP2-3 WALL CONCRETE GRAY C 0.9 +/- 0.9

8 3 SP2-3 WALL CONCRETE GRAY D 0.0 +/- 0.01

9 3 SP2-3 WALL CONCRETE/FIRE BRICK TAN D 0.13 +/- 0.09

10 3 SP2-3 WALL CONCRETE/FIRE BRICK TAN C .1 +/- .2

11 3 SP2-3 FLOOR CONCRETE RED 0.03 +/- 0.06

12 3 SP2-3 CEILING CONCRETE GRAY 0.1 +/- 0.9

13 3 SP2-3 PIPE METAL GRAY CEILING 27 4 POOR
Abatement or Encapsulation of 

all Lead Based Paint

14 3 SP2-3 PIPE METAL GRAY CEILING 16 4 POOR
Abatement or Encapsulation of 

all Lead Based Paint

15 3 SP2-3 PIPE
METAL/ASBESTOS 
INSULATION GRAY CEILING 26 +/- 8 90 INTACT

Abatement or Encapsulation of 
all Lead Based Paint

16 3 SP2-3 CONDUIT METAL WHITE CEILING 0.00 +/- 0.01

17 VOID

18 3 SP2-3 CONDUIT METAL GRAY CEILING 2.0 +/- 0.5 8 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

19 3 SP2-3 HANGER METAL GRAY CEILING 2.5 +/- 8.3 15 HANGERS POOR
Abatement or Encapsulation of 

all Lead Based Paint

20 3 SP7-3 WALL CONCRETE GRAY A 0.02 +/- 0.11

21 3 SP7-3 WALL CONCRETE GRAY C 0.4 +/- .9

22 3 SP7-3 CEILING CONCRETE GRAY 0.0 +/- 0.1

ROOM SP7-3

ROOM SP2-3
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XRF 
Sample 
Number

Building 
Number

Room 
Number Building Component Substrate Color

Location 
(A,B,C,D)

Lead Results 
(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage Abatement Options

ROOM SP2-3
23 3 SP7-3 PIPE METAL BLACK CEILING 0.0 +/- 0.1

24 3 SP7-3 PIPE
METAL/ASBESTOS 
INSULATION GRAY CEILING 13 +/- 5.2 65 INTACT

Abatement or Encapsulation of 
all Lead Based Paint

25 3 SP7-3 HANGER METAL GRAY CEILING 30 +/- 9 18 HANGERS INTACT
Abatement or Encapsulation of 

all Lead Based Paint

26 3 SP7-3 CONDUIT METAL GRAY CEILING 2.2 +/- .7 5 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

27 3 SP6-3 WALL CONCRETE GRAY C 0.0 +/- .05

28 3 SP6-3 WALL CONCRETE GRAY D 0.0 +/- .06

29 3 SP6-3 DOOR WOOD WHITE C .08 +/- .11

30 3  SP6-3 DOOR FRAME WOOD GRAY C .065 +/- .15

31 3  SP6-3 DOOR JAMB WOOD WHITE C 3.6 +/- 1.8 4 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

32 3  SP6-3 PIPE
METAL/ASBESTOS 
INSULATION GRAY CEILING 21 +/- 3.4 35 INTACT

Abatement or Encapsulation of 
all Lead Based Paint

33 3  SP6-3 HANGER METAL GRAY CEILING 18 +/- 7.7 9 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

34 3  SP6-3 WALL CONCRETE GRAY A 0 +/-  .01

35 3  SP6-3 CONDUIT METAL GRAY CEILING 1.7 +/-  .4 4 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

36 3 SP8-3 WALL CONCRETE WHITE A .04 +/-  .07

37 3 SP8-3 WALL CINDER BLOCK WHITE B .02 +/-  .25

38 3 SP8-3 WALL CONCRETE WHITE B .1 +/-  .8

39 3 SP8-3 WALL CONCRETE WHITE C .01 +/-  .02

40 3 SP8-3 DOOR WOOD WHITE C .18 +/-  .23

41 3 SP8-3 WALL WOOD WHITE B .1 +/-  .1

42 3 SP8-3 CEILING CONCRETE WHITE .01 +/-  .02

43 3 SP8-3 FLOOR CONCRETE RED .17 +/-  .12

ROOM SP6-3

ROOM SP8-3
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XRF 
Sample 
Number

Building 
Number

Room 
Number Building Component Substrate Color

Location 
(A,B,C,D)

Lead Results 
(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage Abatement Options

ROOM SP2-3
44 3 SP8-3 PIPE METAL WHITE CEILING 5.1 +/-  1.8 11 INTACT

Abatement or Encapsulation of 
all Lead Based Paint

45 3 SP8-3 HANGER METAL WHITE CEILING 3.2 +/-  1.0 15 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

46 3 SP8-3 PIPE
METAL/ASBESTOS 
INSULATION WHITE CEILING 14 +/-  5.4 36 INTACT

Abatement or Encapsulation of 
all Lead Based Paint

47 3 SP8-3 CONDUIT METAL WHITE CEILING 3.1 +/-  .09 4 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

48 3 SP8-3 WALL CONCRETE BLACK B 0 +/-  .01

57 3 SP8-3 WALL CONCRETE GRAY A .01 +/-  .02

58 3 SP3-3 FIRE ALARM BOX METAL RED A .00 +/-  .03

59 3 SP3-3 PIPE
METAL/ASBESTOS 
INSULATION GRAY CEILING 15 +/-  6.2 50 INTACT

Abatement or Encapsulation of 
all Lead Based Paint

60 3 SP3-3 PIPE METAL ORANGE CEILING 3.9 +/-  .06 6 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

61 3 SP3-3 CONDUIT METAL GRAY CEILING 2.8 +/-  .8 18 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

62 3 SP3-3 WALL CINDER BLOCK TAN B .1 +/-  .8

63 3 SP3-3 WALL CINDER BLOCK TAN C .1 +/-  .2

64 3 SP3-3 CEILING CONCRETE GRAY 0 +/-  .04

65 3 SP3-3 ELECTRICAL BOX METAL GRAY A 5.1 +/-  1.9 4 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

66 3 SP3-3 WALL CINDER BLOCK TAN D .06 +/-  .6

67 3 SP3-3 WALL CINDER BLOCK TAN A .1 +/-  .2

68 3 SP3-3 PANEL METAL BLACK A .01 +/-  .04

69 3 SP3-3 PIPE METAL GRAY CEILING .05 +/-  .06

70 3 SP3-3 CAGE METAL GRAY C 2.4 +/-  .6 100 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

71 3 SP3-3 PIPE METAL GREEN CEILING .05 +/-  .06

72 3 SP3-3 HANGER METAL GRAY CEILING 5.1 +/-  1.6 12 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

73 VOID

ROOM SP3-3

ROOM SP4-3
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XRF 
Sample 
Number

Building 
Number

Room 
Number Building Component Substrate Color

Location 
(A,B,C,D)

Lead Results 
(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage Abatement Options

ROOM SP2-3
74 3 SP4-3 WALL CONCRETE GRAY A .04 +/-  .09

75 3 SP4-3 WALL CONCRETE GRAY B 0 +/-  .12

76 3 SP4-3 WALL CONCRETE GRAY C 0 +/-  .01

77 3 SP4-3 DOOR WOOD WHITE C 4.3 +/-  1.2 20 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

78 3 SP4-3 DOOR JAMB WOOD WHITE C 4.0 +/-  1.4 4 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

79 3 SP4-3 PIPE METAL GRAY CEILING 5.1 +/-  1.7 4 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

80 3 SP4-3 HANGER METAL GRAY CEILING 22 +/-  7.4 10 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

81 3 SP4-3 CONDUIT METAL GRAY CEILING 2.9 +/-  .8 21 POOR
Abatement or Encapsulation of 

all Lead Based Paint

82 3 SP4-3 PIPE
METAL/ASBESTOS 
INSULATION GRAY CEILING 15 +/-  2.9 65 INTACT

Abatement or Encapsulation of 
all Lead Based Paint

83 3 SP5-3 WALL CONCRETE GRAY B .5 +/-  1.1

84 3 SP5-3 WINDOW FRAME METAL RED B 1.4 +/-  .3 2 POOR
Abatement or Encapsulation of 

all Lead Based Paint

85 3 SP5-3 WALL CONCRETE GRAY C .2 +/-  .04

86 3 SP5-3 DOOR WOOD WHITE B .02 +/-  .06

87 3 SP5-3 WALL CONCRETE GRAY A 0 +/-  .07

88 3 SP1-3 CEILING CONCRETE WHITE .3 +/-  1.0

89 3 SP1-3 WALL WOOD WHITE A 0 +/-  1.2

90 3 SP1-3 WALL WOOD WHITE B 0 +/-  .01

91 3 SP1-3 WALL CINDER BLOCK WHITE C .2 +/-  .8

92 3 SP1-3 CONDUIT METAL WHITE CEILING .4 +/-  .6

93 3 SP1-3 PIPE METAL GRAY CEILING 21 +/-  7.6 40 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

94 3 SP1-3 PIPE
METAL/ASBESTOS 
INSULATION GRAY CEILING 28 +/-  8.4 45 POOR

Abatement or Encapsulation of 
all Lead Based Paint

95 3 SP1-3 WALL CINDER BLOCK TAN D .1 +/-  .2

ROOM SP5-3

ROOM SP1-3
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XRF 
Sample 
Number

Building 
Number

Room 
Number Building Component Substrate Color

Location 
(A,B,C,D)

Lead Results 
(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage Abatement Options

ROOM SP2-3
96 3 SP1-3 WALL CONCRETE BLACK D 0 +/-  .14

97 3 SP1-3 PIPE METAL WHITE CEILING 12 +/-  2.5 51 POOR
Abatement or Encapsulation of 

all Lead Based Paint

98 3 SP1-3 PIPE
METAL/ASBESTOS 
INSULATION WHITE CEILING 16 +/-  6.4 55 INTACT

Abatement or Encapsulation of 
all Lead Based Paint

99 3 SP1-3 CABINET DOOR WOOD WHITE C .04 +/-  .08

100 VOID

101 3 SP1-3 CABINET DOOR WOOD WHITE C .04 +/-  .1

102 3 SP1-3 CAGE METAL WHITE A 1.7 +/-  .4 100 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

103 3 SP1-3 WINDOW SILL CONCRETE WHITE C 2.0 +/-  .9 2 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

104 3 SP1-3 DOOR WOOD WHITE A .02 +/-  .12

105 3 SP1-3 WALL CONCRETE GRAY D .16 +/-  .07

106 3 SP1-3 RADIATOR METAL WHITE CEILING 14 +/-  6.4 5 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

107 3 SP1-3 WINDOW FRAME METAL GRAY C 16 +/-  6.5 2 POOR
Abatement or Encapsulation of 

all Lead Based Paint

108 3 SP1-3 FLOOR CONCRETE GRAY .14 +/-  .06

109 3 SP1-3 WALL CONCRETE GRAY C 21 +/-  4 60 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

110 3 SP1-3 WALL CONCRETE GRAY D 22 +/-  8.6 100 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

111 3 SP1-3 DOOR WOOD GRAY A .14 +/-  .13

112 3 SP1-3 WALL CONCRETE GRAY A .1 +/-  .16

113 3 SP1-3 HANGER METAL WHITE CEILING 14 +/-  6.1 18 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

114 CALIBRATE 1.19 +/- .13

115 CALIBRATE 0 +/- .11

116 CALIBRATE .31 +/- .09

117 SHUTTER CALIBRATION

118 CALIBRATE 1.08 +/- .13

ROOM SP1-3(H)



ALEDA E. LUTZ
DEPARTMENT OF VETERANS AFFAIRS MEDICAL CENTER

BUILDING 3
XRF SAMPLING RESULTS

Page 6 of 45

XRF 
Sample 
Number

Building 
Number

Room 
Number Building Component Substrate Color

Location 
(A,B,C,D)

Lead Results 
(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage Abatement Options

ROOM SP2-3
119 CALIBRATE .02 +/- .05

120 CALIBRATE 0 +/- .01

121 CALIBRATE .3 +/- .1

122 3 SP1-3(H) WALL CONCRETE WHITE B .02 +/-  .08

123 3 SP1-3(H) WALL CINDER BLOCK WHITE B .07 +/-  .22

124 3 SP1-3(H) CEILING (ABOVE STAIRS) METAL WHITE 2.1 +/-  .5 90 POOR
Abatement or Encapsulation of 

all Lead Based Paint

125 3 SP1-3(H) WALL CONCRETE WHITE D .3 +/-  1.0

126 3 SP1-3(H) WALL CINDER BLOCK WHITE D .2 +/-  .21

127 3 SP1-3(H) HANDRAIL WOOD VARNISH D .2 +/-  .23

128 3 SP1-3(H) WALL CINDER BLOCK WHITE A .04 +/-  .21

129 3 SP1-3(H) DOOR METAL WHITE A 0 +/-  .01

130 3 SP1-3(H) DOOR FRAME METAL WHITE A .09 +/-  .2

131 3 SP1-3(H) ELECTRICAL BOX METAL WHITE B 5.1 +/-  1.8 1 POOR
Abatement or Encapsulation of 

all Lead Based Paint

132 3 SP1-3(H) STAIR RISER METAL RED 3.0 +/-  1.3 45 POOR
Abatement or Encapsulation of 

all Lead Based Paint

133 3 SP1-3(H) STAIR BASEBOARD METAL RED D 5.1 +/-  1.8 25 POOR
Abatement or Encapsulation of 

all Lead Based Paint
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XRF 
Sample 
Number

Building 
Number

Room 
Number Building Component Substrate Color

Location 
(A,B,C,D)

Lead Results 
(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage Abatement Options

110 3 SP200-3 CEILING PLASTER WHITE .33 +/-  .21

111 3 SP200-3 CONDUIT METAL WHITE CEILING 0 +/-  .13

112 3 SP200-3 LIGHT FIXTURE WOOD VARNISH CEILING 0 +/-  .01

113 3 SP200-3 CABINET DOOR WOOD VARNISH D 0 +/-  .12

114 3 SP200-3 CABINET WALL WOOD VARNISH D 0 +/-  .01

115 3 SP200-3(H) WALL PLASTER WHITE A .1 +/-  .15

116 3 SP200-3(H) WALL PLASTER WHITE B .22 +/-  .11

117 3 SP200-3(H) DOOR WOOD WHITE B 2.6 +/-  .6 25 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

118 3 SP200-3(H) DOOR JAMB METAL WHITE B .02 +/-  .25

119 3 SP200-3(H) WALL PLASTER WHITE C 0.33 +/-  0.54

120 3 SP200-3(H) BASEBOARD WOOD WHITE C 8.03 +/-  2.30 4 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

121 3 SP200-3(H) WALL PLASTER WHITE D 0.09 +/-  0.18

122 3 SP200-3(H) CLOSET DOOR WOOD WHITE D 4.38 +/-  1.39 25 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

123 3 SP200-3(H) CLOSET DOOR FRAME METAL WHITE D 0.06 +/-  0.15

124 3 SP200-3(H) CLOSET HINGE METAL WHITE D 0.06 +/-  .2

125 3 SP200-3(H) CLOSET SHELVES WOOD WHITE D 3.7 +/-  1.3 25 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

126 3 CALIBRATION 0 +/-  0.10

127 3 CALIBRATION 1.47 +/-  0.20

128 3 CALIBRATION 0.29 +/-  0.06

129 SHUTTER CALIBRATION

130 CALIBRATION 0.35 +/-  0.16

131 CALIBRATION 0.01 +/-  0.19

132 CALIBRATION 1.10 +/-  0.08

ROOM SP200-3

ROOM SP200-3(H)

ROOM SP209-3
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XRF 
Sample 
Number

Building 
Number

Room 
Number Building Component Substrate Color

Location 
(A,B,C,D)

Lead Results 
(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage Abatement Options

ROOM SP200-3
133 3 SP209-3 WALL PLASTER WHITE A .11 +/-  .18

134 3 SP209-3 CLOSET DOOR JAMB METAL WHITE A .04 +/-  .07

135 3 SP209-3 CLOSET HINGE METAL WHITE A 0 +/-  .01

136 3 SP209-3 CLOSET SHELVES WOOD WHITE A 4.9 +/-  1.5 30 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

137 3 SP209-3 WALL PLASTER WHITE B 0 +/-  .09

138 3 SP209-3 BASEBOARD WOOD WHITE B 7.6 +/-  3.1 23 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

139 3 SP209-3 CONDUIT METAL WHITE B .01 +/-  .16

140 3 SP209-3 WINDOW SILL WOOD WHITE B 3.1 +/-  1.0 4 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

141 3 SP209-3 WINDOW FRAME WOOD WHITE B 3.2 +/-  .9 23 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

142 3 SP209-3 WALL PLASTER WHITE C .04 +/-  .07

143 3 SP209-3 RADIATOR METAL WHITE C .02 +/-  .03

144 3 SP209-3 WALL PLASTER WHITE D .1 +/-  .2

145 3 SP209-3 DOOR WOOD WHITE D 7.1 +/-  2.0 25 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

146 3 SP209-3 DOOR FRAME METAL WHITE D 0.29 +/-  088

147 3 SP209-3 DOOR HINGE METAL WHITE D .19 +/-  .34

148 VOID

149 3 SP209-3 CEILING METAL WHITE .04 +/-  .16

150 3 SP209-3 FIRE ALARM LINE METAL WHITE CEILING .01 +/-  .03

151 3 SP208-3 WALL PLASTER WHITE A .3 +/-  .9

152 3 SP208-3 WINDOW SILL WOOD WHITE A 4.3 +/-  1.2 5 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

153 3 SP208-3 WINDOW FRAME WOOD WHITE A 3.4 +/-  1.1 35 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

154 3 SP208-3 RADIATOR METAL WHITE A 0 +/-  .08

155 3 SP208-3 WALL METAL WHITE A 0.04 +/-  0.79

156 3 SP208-3 WALL PLASTER WHITE B .06 +/-  .06

157 3 SP208-3 BASEBOARD WOOD WHITE B 6 +/-  2.1 23 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

ROOM SP208-3
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XRF 
Sample 
Number

Building 
Number

Room 
Number Building Component Substrate Color

Location 
(A,B,C,D)

Lead Results 
(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage Abatement Options

ROOM SP200-3
158 3 SP208-3 CONDUIT METAL WHITE A 4.9 +/-  1.8 2 INTACT

Abatement or Encapsulation of 
all Lead Based Paint

159 3 SP208-3 WALL PLASTER WHITE C .6 +/-  1

160 3 SP208-3 DOOR JAMB METAL WHITE C .3 +/-  .5

161 3 SP208-3 DOOR WOOD WHITE C 4.5 +/-  1.3 25 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

162 3 SP208-3 DOOR HINGE METAL WHITE C .04 +/-  .29

163 3 SP208-3 CLOSET DOOR WOOD WHITE D 7.7 +/-  2.7 70 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

164 3 SP208-3 CLOSET DOOR HINGE METAL WHITE D .1 +/-  .3

165 3 SP208-3 CLOSET DOOR SHELVES WOOD WHITE D 5.1 +/-  1.8 20 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

166 3 SP208-3 WALL PLASTER WHITE D .59 +/-  .99

167 3 SP208-3 CLOSET DOOR FRAME METAL WHITE D .08 +/-  .11

168 3 SP208-3 CEILING METAL WHITE 0.11 +/-  0.78

169 3 SP206-3(H) WALL PLASTER WHITE A .09 +/-  .16

170 3 SP206-3(H) BASEBOARD WOOD WHITE A 7.2 +/-  2.9 10 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

171 3 SP206-3(H) WALL PLASTER WHITE B .23 +/-  .96

172 3 SP206-3(H) WALL PLASTER WHITE C .09 +/-  .79

173 3 SP206-3(H) DOOR FRAME METAL WHITE C .14 +/-  .18

174 3 SP206-3(H) DOOR WOOD WHITE B 3.6 +/-  1.2 100 POOR
Abatement or Encapsulation of 

all Lead Based Paint

175 3 SP206-3(H) DOOR HINGE METAL WHITE D .06 +/-  .20

176 3 SP206-3(H) WALL PLASTER WHITE D .06 +/-  .07

177 3 SP206-3(H) CLOSET DOOR WOOD WHITE D 5.7 +/-  1.7 30 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

178 3 SP206-3(H) CLOSET DOOR JAMB METAL WHITE D .07 +/-  .08

179 3 SP206-3(H) CLOSET SHELVES WOOD WHITE D 5.1 +/-  1.3 20 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

180 3 SP206-3(H) CEILING METAL WHITE .38 +/-  .97

181 3 SP206-3(H) FIRE ALARM LINE METAL WHITE CEILING .01 +/-  .04

182 3 SP206-3(H) CONDUIT METAL WHITE CEILING .03 +/-  .14

ROOM SP206-3(H)
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XRF 
Sample 
Number

Building 
Number
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Number Building Component Substrate Color
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(A,B,C,D)

Lead Results 
(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage Abatement Options

ROOM SP200-3

183 3 SP207-3 CEILING PLASTER WHITE .4 +/-  .3

184 3 SP207-3 CONDUIT METAL WHITE CEILING .05 +/-  .09

185 3 SP207-3 WALL PLASTER (WALLPAPER) UNKNOWN A 0 +/-  .2

186 3 SP207-3 WINDOW SILL PLASTER WHITE A 0 +/-  .01

187 3 SP207-3 WINDOW FRAME WOOD WHITE A 4.3 +/-  1.5 8 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

188 3 SP207-3 RADIATOR METAL TAN A 0 +/-  .08

189 3 SP207-3 WALL PLASTER (WALLPAPER) UNKNOWN B 3.6 +/-  1.3 125 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

190 3 SP207-3 CABINET DOOR WOOD VARNISH B 0 +/-  .01

191 3 SP207-3 BASEBOARD WOOD VARNISH B 0 +/-  .01

192 3 SP207-3 WALL PLASTER (WALLPAPER) UNKNOWN C 0 +/-  .01

193 3 SP207-3 WALL PLASTER (WALLPAPER) UNKNOWN B 0 +/-  .01

194 3 SP207-3 DOOR JAMB METAL WHITE C .11 +/-  .27

195 3 SP207-3 DOOR WOOD WHITE C 4.0 +/-  1.3 25 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

196 3 SP207-3 WALL PLASTER WHITE D .01 +/-  .05

197 3 SP211-3 WALL PLASTER WHITE A 0 +/-  .02

198 3 SP211-3 DOOR FRAME METAL WHITE A 0 +/-  .14

199 3 SP211-3 DOOR METAL WHITE A 0 +/-  .16

200 3 SP211-3 WALL PLASTER WHITE B .16 +/-  .88

201 3 SP211-3 WALL PLASTER WHITE C 0 +/-  .8

202 3 SP211-3 WINDOW SILL WOOD WHITE C 4.0 +/-  1.2 2 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

203 3 SP211-3 WINDOW FRAME WOOD WHITE C 7.3 +/-  2.8 12 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

204 3 SP211-3 RADIATOR METAL WHITE C .01 +/-  .17

205 3 SP211-3 WALL PLASTER WHITE D .08 +/-  .14

206 3 SP211-3 BASEBOARD WOOD WHITE D 7.9 +/-  3.3 20 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

ROOM SP211-3

ROOM SP207-3
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XRF 
Sample 
Number

Building 
Number

Room 
Number Building Component Substrate Color
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(A,B,C,D)

Lead Results 
(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage Abatement Options

ROOM SP200-3
207 3 SP211-3 FLOOR WOOD VARNISH .01 +/-  .03

208 3 SP211-3 CEILING METAL WHITE .2 +/-  .2

209 3 SP211-3 CONDUIT METAL WHITE CEILING 0 +/-  .12

210 3 SP206-3 CEILING METAL WHITE .09 +/-  .09

211 3 SP206-3 FIRE ALARM LINE METAL WHITE CEILING .05 +/-  .71

212 3 SP206-3 WALL PLASTER WHITE A .14 +/-  .16

213 3 SP206-3 WINDOW FRAME WOOD WHITE A 2.9 +/-  1.1 34 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

214 3 SP206-3 WINDOW SILL WOOD WHITE A 5.6 +/-  1.7 5 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

215 3 SP206-3 RADIATOR METAL WHITE A .1 +/-  .39

216 3 SP206-3 BASEBOARD WOOD WHITE A 6.4 +/-  2.0 28 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

217 3 SP206-3 WALL PLASTER WHITE B .29 +/-  .96

218 3 SP206-3 DOOR FRAME METAL WHITE C 0 +/-  .02

219 3 SP206-3 DOOR METAL WHITE C 0 +/-  .03

220 3 SP206-3 WALL PLASTER WHITE C .2 +/-  .9

221 3 SP206-3 WALL PLASTER WHITE D .1 +/-  .8

222 3 SP206-3 CONDUIT METAL WHITE D 0 +/-  .11

223 3 SP212-3(H) WALL PLASTER WHITE A .29 +/-  .22

224 3 SP212-3(H) WALL PLASTER WHITE B .3 +/-  .31

225 3 SP212-3(H) CLOSET DOOR FRAME METAL WHITE B .13 +/-  .07

226 3 SP212-3(H) CLOSET DOOR HINGE METAL WHITE B .2 +/-  .4

227 3 SP212-3(H) CLOSET DOOR WOOD WHITE B 4.2 +/-  1.2 40 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

228 3 SP212-3(H) CLOSET SHELVES WOOD WHITE B 4.1 +/-  1.5 25 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

229 3 SP212-3(H) BASEBOARD WOOD WHITE B 8.4 +/-  3.2 5 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

230 3 SP212-3(H) WALL PLASTER WHITE C .37 +/-  .23

ROOM SP206-3

ROOM SP212-3(H)
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XRF 
Sample 
Number

Building 
Number

Room 
Number Building Component Substrate Color
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Lead Results 
(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage Abatement Options

ROOM SP200-3
231 3 SP212-3(H) WALL PLASTER WHITE D .31 +/-  .21

232 3 SP212-3(H) CEILING METAL WHITE .12 +/-  .11

233 3 SP212-3(H) CONDUIT METAL WHITE CEILING .02 +/-  .25

134 3 SP203-4 WALL PLASTER WHITE A 0.0 +/- .7

135 3 SP203-4 RADIATOR METAL WHITE A 0.0 +/- .13

136 3 SP203-4 BASEBOARD WOOD WHITE A 4.3 +/-  1.5 33 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

137 3 SP203-4 WINDOW SILL WOOD WHITE A 5.2 +/- 1.8 6 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

138 3 SP203-4 WINDOW FRAME WOOD WHITE A 3.4 +/- 1.2 36 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

139 3 SP203-4 WALL PLASTER WHITE B .3 +/- .9

140 3 SP203-4 CLOSET DOOR WOOD WHITE B 3.8 +/-  1.3 45 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

141 3 SP203-4 CLOSET HINGE METAL WHITE B 0.01 +/-  .12

142 3 SP203-4 CLOSET SHELVES WOOD WHITE A .04 +/-  .23

143 3 SP203-4 CLOSET DOOR JAMB METAL WHITE C 0.06 +/-  .27

144 3 SP203-4 DOOR WOOD WHITE C 4.3 +/-  1.3 25 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

145 3 SP203-4 DOOR JAMB METAL WHITE C .07 +/-  .20

146 3 SP203-4 WALL PLASTER WHITE C .2 +/-  1.0

147 3 SP203-4 CONDUIT METAL WHITE C .15 +/-  .65

148 3 SP203-4 CEILING PLASTER WHITE 0.0 +/-  0.0

149 3 SP203-4 FLOOR WOOD VARNISH 0 +/-  .01

150 3 SP203-4 DOOR HINGE METAL WHITE C 0 +/- .08

1 SHUTTER CALIBRATION

2 CALIBRATION 0 +/-  .01

3 CALIBRATION .35 +/-  .13

ROOM SP203-4

ROOM SP202-3
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XRF 
Sample 
Number

Building 
Number

Room 
Number Building Component Substrate Color

Location 
(A,B,C,D)

Lead Results 
(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage Abatement Options

ROOM SP200-3
4 CALIBRATION 1.5 +/- .2

5 VOID

6 VOID

7 3 SP202-3 WALL PLASTER WHITE A 0.03 +/-  .11

8 3 SP202-3 WALL DRYWALL WHITE A 0 +/-  .01

9 3 SP202-3 DOOR FRAME METAL WHITE A 0.41 +/-  0.92

10 3 SP202-3 DOOR WOOD WHITE A .29 +/-  .27

11 3 SP202-3 CLOSET DOOR WOOD WHITE A 3.36 +/-  1.00 75 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

12 3 SP202-3 CLOSET DOOR JAMB METAL WHITE A .03 +/-  .15

13 3 SP202-3 CLOSET DOOR SHELVES WOOD WHITE A 5.7 +/-  2 15 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

14 3 SP202-3 CLOSET HINGE METAL WHITE A .01 +/-  .05

15 3 SP202-3 BASEBOARD WOOD WHITE A 0 +/-  .01

16 3 SP202-3 DOOR HINGE METAL WHITE A .06 +/-  .22

17 3 SP202-3 WALL PLASTER WHITE B 0.07 +/-  0.19

18 3 SP202-3 CONDUIT METAL WHITE B .01 +/-  .03

19 3 SP202-3 WALL PLASTER WHITE C .04 +/-  .15

20 3 SP202-3 WINDOW SILL WOOD WHITE C 4.8 +/-  1.6 2 POOR
Abatement or Encapsulation of 

all Lead Based Paint

21 3 SP202-3 WINDOW FRAME WOOD WHITE C 5.1 +/-  1.9 12 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

22 3 SP202-3 RADIATOR METAL WHITE C .01 +/-  .02

23 3 SP202-3 WALL PLASTER WHITE D .02 +/-  .11

24 VOID

25 3 SP202-3 FLOOR WOOD VARNISH 0 +/-  .02

26 3 SP202-3 CEILING TILE WOOD WHITE .3 +/-  .6

27 3 SP202-3 CEILING TILE GRID METAL BLACK 0 +/-  .1

28 3 SP202-3 CEILING PLASTER WHITE .01 +/-  .01

29 3 SP202-3 LIGHT FIXTURE METAL WHITE CEILING 0.07 +/-  0.19
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XRF 
Sample 
Number

Building 
Number

Room 
Number Building Component Substrate Color

Location 
(A,B,C,D)

Lead Results 
(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage Abatement Options

ROOM SP200-3

30 3 SP201-3 DOOR METAL WHITE A 0 +/-  .12

31 3 SP201-3 DOOR JAMB METAL WHITE A 0 +/-  .03

32 3 SP201-3 WALL PLASTER WHITE A 0 +/-  .03

33 3 SP201-3 WALL PLASTER WHITE B .01 +/-  .07

34 3 SP201-3 WALL PLASTER (WALLPAPER) UNKNOWN A .02 +/-  .10

35 3 SP201-3 WALL PLASTER (WALLPAPER) UNKNOWN B .05 +/-  .11

36 3 SP201-3 CEILING PLASTER WHITE .01 +/-  .01

37 3 SP201-3 CONDUIT METAL WHITE CEILING 0.07 +/-  0.14

38 3 SP201-3 WALL PLASTER WHITE C .03 +/-  .12

39 3 SP201-3 WINDOW FRAME WOOD WHITE C 4.5 +/-  1.6 12 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

40 3 SP201-3 WINDOW SILL WOOD WHITE C 4.3 +/-  1.6 2 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

41 3 SP201-3 RADIATOR METAL WHITE C 0.2 +/-  0.25

42 3 SP201-3 WALL PLASTER WHITE D .1 +/-  .8

43 3 SP201-3 FLOOR WOOD VARNISH 0 +/-  .01

44 3 SP201-3 BASEBOARD WOOD WHITE D 6.8 +/-  2.4 23 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

45 3 SP201-3 WALL PLASTER (WALLPAPER) UNKNOWN C .03 +/-  .13

46 3 SP201-3 WALL PLASTER (WALLPAPER) UNKNOWN D .02 +/-  .22

47 3 SP201-3 CROWN MOLDING WOOD VARNISH D 0 +/-  .01

48 CALIBRATION 3.46 +/-  0.71

49 CALIBRATION 0.00 +/-  0.01

50 CALIBRATION 0.33 +/-  0.09

51 SHUTTER CALIBRATION

52 CALIBRATION 0.32 +/-  0.11

53 CALIBRATION 0.00 +/-  0.11

ROOM SP201-3

ROOM SP205-3
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XRF 
Sample 
Number

Building 
Number

Room 
Number Building Component Substrate Color

Location 
(A,B,C,D)

Lead Results 
(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage Abatement Options

ROOM SP200-3
54 CALIBRATION 1.44 +/-  0.20

55 3 SP205-3 WALL PLASTER WHITE A .1 +/-  .2

56 3 SP205-3 WINDOW SILL WOOD WHITE A 5.08 +/-  1.50 5 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

57 3 SP205-3 WINDOW FRAME WOOD WHITE A 4.6 +/-  1.5 34 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

58 3 SP205-3 RADIATOR METAL WHITE A 0 +/-  0.01

59 3 SP205-3 CONDUIT METAL WHITE A 0 +/-  .11

60 3 SP205-3 WALL PLASTER WHITE B .6 +/-  .9

61 3 SP205-3 BASEBOARD WOOD WHITE B 7.3 +/-  2.7 31 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

62 3 SP205-3 WALL PLASTER WHITE C 0.34 +/-  0.81

63 3 SP205-3 DOOR FRAME METAL WHITE C .01 +/-  .21

64 3 SP205-3 DOOR METAL WHITE C .00 +/-  .06

65 3 SP205-3 WALL PLASTER WHITE D 0 +/-  .12

66 3 SP205-3 FLOOR WOOD VARNISH 0 +/-  .02

67 3 SP205-3 WALL PLASTER (WALLPAPER) UNKNOWN C .03 +/-  .15

68 3 SP205-3 CROWN MOLDING WOOD VARNISH C .25 +/-  .59

69 3 SP205-3 CROWN MOLDING WOOD WHITE C 0 +/- .01

70 3 SP205-3 CEILING WOOD WHITE 0 +/-  .14

71 3 SP205-3 PIPE METAL WHITE CEILING .08 +/-  .16

72 3 SP205-3 WALL PLASTER (WALLPAPER) UNKNOWN D .04 +/-  .25

73 3 SP205-3 WALL PLASTER (WALL PAPER) UNKNOWN B .01 +/-  .01

74 3 SP205-3 WALL PLASTER (WALLPAPER) UNKNOWN A .02 +/-  .12

75 3 SP205-3(H) WALL PLASTER WHITE A .02 +/-  .75

76 3 SP205-3(H) WALL PLASTER WHITE B 0.25 +/-  0.85

77 3 SP205-3(H) WALL PLASTER WHITE C 0.01 +/-  0.77

78 3 SP205-3(H) WALL PLASTER WHITE D 0.03 +/-  0.09

ROOM SP205-3(H)
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XRF 
Sample 
Number

Building 
Number

Room 
Number Building Component Substrate Color

Location 
(A,B,C,D)

Lead Results 
(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage Abatement Options

ROOM SP200-3
79 3 SP205-3(H) CEILING PLASTER WHITE .17 +/-  .59

80 3 SP205-3(H) PIPE METAL WHITE CEILING 0.09 +/-  0.24

81 3 SP205-3(H) BASEBOARD WOOD WHITE C 4.9 +/-  1.9 10 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

82 3 SP205-3(H) DOOR WOOD WHITE A 4.4 +/-  1.7 80 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

83 3 SP205-3(H) DOOR FRAME METAL WHITE A .03 +/-  .76

84 3 SP205-3(H) DOOR HINGE METAL WHITE A .05 +/-  .23

85 3 SP205-3(H) CLOSET DOOR WOOD WHITE A 6.5 +/-  2.6 25 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

86 3 SP205-3(H) CLOSET JAMB METAL WHITE A .11 +/-  .26

87 3 SP205-3(H) CLOSET SHELVES WOOD WHITE A .03 +/-  .14

88 3 SP205-3(H) FLOOR WOOD VARNISH 0 +/-  .01

89 3 SP205-3(H) CONDUIT METAL WHITE CEILING 0 +/-  .01

90 3 SP204-3 WALL PLASTER WHITE A 0 +/- .11

91 3 SP204-3 WINDOW SILL WOOD WHITE A 0 +/-  .01

92 3 SP204-3 WINDOW FRAME WOOD WHITE A 4.3 +/-  1.5 10 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

93 3 SP204-3 RADIATOR METAL WHITE A .01 +/-  .17

94 3 SP204-3 WALL PLASTER WHITE B 0 +/-  .05

95 3 SP204-3 WALL PLASTER WHITE D 0 +/- .12

96 3 SP204-3 CABINET DOOR WOOD VARNISH D 0 +/-  .01

97 3 SP204-3 WALL PLASTER WHITE C .14 +/-  .38

98 3 SP204-3 DOOR FRAME METAL WHITE C .3 +/-  .3

99 3 SP204-3 DOOR WOOD WHITE C 8.8 +/-  3.4 25 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

100 3 SP204-3 CEILING PLASTER WHITE .08 +/-  .16

101 3 SP204-3 CONDUIT METAL WHITE CEILING 0 +/-  .09

102 3 SP200-3 WALL PLASTER WHITE A .2 +/-  .3

ROOM SP204-3

ROOM SP200-3
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XRF 
Sample 
Number

Building 
Number

Room 
Number Building Component Substrate Color

Location 
(A,B,C,D)

Lead Results 
(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage Abatement Options

ROOM SP200-3
103 3 SP200-3 DOOR JAMB METAL WHITE A .1 +/-  .2

104 3 SP200-3 WALL PLASTER WHITE B .3 +/-  .7

105 3 SP200-3 WALL PLASTER WHITE C .5 +/-  .5

106 3 SP200-3 WINDOW SILL WOOD WHITE C 4.1 +/-  1.4 2 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

107 3 SP200-3 WINDOW FRAME WOOD WHITE C 4.7 +/-  1.7 10 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

108 3 SP200-3 WALL PLASTER WHITE D .03 +/-  .15

109 3 SP200-3 WALL PLASTER (WALLPAPER) UNKNOWN D .01 +/-  .04

234 3 SP212-3 CEILING METAL WHITE .2 +/-  .4

235 3 SP212-3 CONDUIT METAL WHITE CEILING 0 +/-  .01

236 3 SP212-3 WALL PLASTER WHITE A .3 +/-  .2

237 3 SP212-3 DOOR FRAME WOOD WHITE A .4 +/-  .3

238 3 SP212-3 WALL PLASTER WHITE B 0 +/-  .06

239 3 SP212-3 CABINET DOOR METAL WHITE B .01 +/-  .18

240 3 SP212-3 WALL PLASTER WHITE C 0 +/-  .11

241 3 SP212-3 WINDOW SILL WOOD WHITE C 4.9 +/-  1.9 2 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

242 3 SP212-3 WINDOW FRAME WOOD WHITE C 3.4 +/-  1.0 10 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

243 3 SP212-3 WALL PLASTER WHITE D .17 +/-  .71

244 3 SP212-3 CABINET DOOR METAL WHITE C .03 +/-  .20

245 3 SP212-3 WALL PLASTER WHITE D .05 +/-  .78

246 3 SP212-3 BASEBOARD WOOD WHITE A 6.2 +/-  1.8 8 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

247 3 SP210-3 WALL PLASTER WHITE A .1 +/-  .2

248 3 SP210-3 DOOR JAMB METAL WHITE A .06 +/-  .16

249 3 SP210-3 DOOR WOOD WHITE A 4.9 +/-  1.6 25 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

250 3 SP210-3 DOOR HINGE METAL WHITE A .4 +/-  .4

ROOM SP212-3

ROOM SP210-3
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XRF 
Sample 
Number

Building 
Number

Room 
Number Building Component Substrate Color

Location 
(A,B,C,D)

Lead Results 
(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage Abatement Options

ROOM SP200-3
251 3 SP210-3 WALL PLASTER WHITE B .39 +/-  .99

252 3 SP210-3 BASEBOARD WOOD WHITE B 5.8 +/-  1.9 20 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

253 3 SP210-3 CLOSET DOOR WOOD WHITE B 6.4 +/-  2.4 60 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

254 3 SP210-3 CLOSET DOOR JAMB METAL WHITE B .09 +/-  .14

255 3 SP210-3 CLOSET SHELVES METAL WHITE B 5.1 +/-  1.9 30 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

256 3 SP210-3 CLOSET DOOR HINGE METAL WHITE B .1 +/-  .3

257 3 SP210-3 WALL PLASTER WHITE C .02 +/-  .06

258 3 SP210-3 WINDOW SILL WOOD WHITE C 3.1 +/-  1.1 4 POOR
Abatement or Encapsulation of 

all Lead Based Paint

259 3 SP210-3 WINDOW FRAME WOOD WHITE C 4.1 +/-  1.4 23 INTACT
Abatement or Encapsulation of 

all Lead Based Paint

260 3 SP210-3 RADIATOR METAL WHITE C .01 +/-  .04

261 3 SP210-3 WALL PLASTER WHITE D .16 +/-  .73

262 3 SP210-3 CEILING PLASTER WHITE .3 +/-  .8

263 3 SP210-3 CONDUIT METAL WHITE CEILING .06 +/-  .14

264 CALIBRATION 1.55 +/-  .23

265 CALIBRATION .02 +/-  .05

266 CALIBRATION .29 +/-  .12
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XRF 
Sample 
Number

Building 
Number

Room 
Number Building Component Substrate Color

Location 
(A,B,C,D)

Lead Results 
(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage Abatement Options

1 SHUTTER CALIBRATION

2 CALIBRATION 1.08 +/-  .09

3 CALIBRATION .01 +/-  .21

4 CALIBRATION 1.55 +/-  .26

5 3 SP109-3 WALL PLASTER WHITE C .27 +/-  .69

6 3 SP109-3 WINDOW SILL WOOD WHITE C 4.5 +/-  1.4 4 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

7 3 SP109-3 WINDOW FRAME WOOD WHITE C 3.5 +/-  1.2 23 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

8 3 SP109-3 RADIATOR METAL WHITE C .01 +/-  .17

9 3 SP109-3 VOID

10 3 SP109-3 VOID

11 3 SP109-3 CLOSET DOOR WOOD WHITE D 4.7 +/-  1.6 35 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

12 3 SP109-3 CLOSET HINGES METAL WHITE D .04 +/-  .19

13 3 SP109-3 CLOSET DOOR FRAME METAL WHITE D .2 +/-  .9

14 3 SP109-3 INSIDE CLOSET DOOR WOOD BROWN D 5.8 +/-  1.6 35 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

15 3 SP109-3 CLOSET SHELVE WOOD WHITE D 4.1 +/-  1.4 10 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

16 3 SP109-3 DOOR FRAME METAL GRAY A .15 +/-  .23

17 3 SP109-3 DOOR METAL GRAY A 0 +/-  .01

18 3 SP109-3 CEILING TILE WOOD WHITE .25 +/-  .59

19 3 SP109-3 CEILING GRID METAL BLACK .09 +/-  .16

20 3 SP109-3 CEILING PLASTER WHITE .34 +/-  .93

21 3 SP109-3 METAL CONDUIT METAL WHITE C .19 +/-  .56

22 3 SP112-3 WALL PLASTER WHITE A .32 +/-  .25

23 3 SP112-3 WALL METAL WHITE A 0 +/-  .02

24 CALIBRATION 1.57 +/-  .26

ROOM SP112-3

ROOM SP109-3
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XRF 
Sample 
Number

Building 
Number

Room 
Number Building Component Substrate Color

Location 
(A,B,C,D)

Lead Results 
(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage Abatement Options

ROOM SP109-3
25 CALIBRATION .32 +/-  .07

26 CALIBRATION 0 +/-  .11

27 3 SP112-3 WINDOW SILL WOOD WHITE A 5.8 +/-  1.5 4 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

28 3 SP112-3 WINDOW FRAME WOOD WHITE A 5.1 +/-  1.7 23 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

29 3 SP112-3 RADIATOR METAL WHITE A 0 +/-  .08

30 3 SP112-3 DOOR FRAME METAL GRAY C 0 +/-  .08

31 3 SP112-3 DOOR METAL GRAY C 0 +/-  .10

32 3 SP112-3 CONDUIT METAL WHITE C .2 +/-  .6

33 3 SP112-3 CONDUIT METAL BEIGE D .02 +/-  .06

34 3 SP112-3 CABINET WOOD VARNISH D 016 +/-  .10

35 3 SP112-3 CLOSET FRAME METAL BEIGE D 0 +/-  .08

36 3 SP112-3 CLOSET DOOR WOOD VARNISH D .04 +/-  .22

37 3 SP112-3 CLOSET WALL PLASTER WHITE C .42 +/-  .96

38 3 SP112-3 CLOSET SHELVES WOOD WHITE D 0 +/-  .10

39 3 SP112-3 CEILING TILE WOOD WHITE .34 +/-  .52

40 3 SP112-3 CEILING GRID METAL BLACK .06 +/-  .22

41 CALIBRATION 3.27 +/-  .89

42 CALIBRATION .32 +/-  .12

43 CALIBRATION .01 +/-  .19

44 SHUTTER CALIBRATION

45 CALIBRATION 3.29 +/-  .87

46 CALIBRATION 0 +/-  .11

47 CALIBRATION 1.08 +/-  .07

48 3 SP108-3 WALL DRYWALL WHITE A 0 +/-  .11

49 3 SP108-3 DOOR FRAME METAL GRAY A 0 +/-  .09

ROOM SP108-3
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XRF 
Sample 
Number

Building 
Number

Room 
Number Building Component Substrate Color

Location 
(A,B,C,D)

Lead Results 
(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage Abatement Options

ROOM SP109-3
50 3 SP108-3 DOOR METAL GRAY A 0 +/-  .12

51 3 SP108-3 CLOSET DOOR FRAME METAL WHITE A .02 +/-  .12

52 3 SP108-3 CLOSET DOOR METAL BROWN A 0 +/-  .02

53 3 SP108-3 WALL DRYWALL WHITE B .03 +/-  .08

54 3 SP108-3 CABINET WOOD VARNISH B .09 +/-  .11

55 3 SP108-3 WALL PLASTER WHITE C .2 +/-  .3

56 3 SP108-3 WALL DRYWALL WHITE C .26 +/-  .75

57 3 SP108-3 RADIATOR METAL WHITE C .03 +/-  .33

58 3 SP108-3 WINDOW SILL WOOD WHITE C 6.1 +/-  2.5 2 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

59 3 SP108-3 WINDOW FRAME WOOD WHITE C 7.3 +/-  2.5 12 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

60 3 SP108-3 WALL PLASTER WHITE D .11 +/-  .14

61 3 SP108-3 BASEBOARD VINYL BLACK D .01 +/-  .06

62 3 SP108-3 CONDUIT METAL WHITE A .02 +/-  .07

63 3 SP108-3 DROP CEILING WOOD WHITE 0 +/-  .09

64 3 SP108-3 CEILING GRID METAL BLACK .05 +/-  .16

65 3 SP108-3 CONDUIT METAL BLACK .02 +/-  .18

66 3 SP111-3 WALL PLASTER WHITE A .08 +/-  .20

67 3 SP111-3 WINDOW SILL WOOD WHITE A 4.9 +/-  1.7 5 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

68 3 SP111-3 WINDOW FRAME WOOD WHITE A 5.5 +/-  1.9 34 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

69 3 SP111-3 RADIATOR METAL WHITE A 0 +/-  .12

70 3 SP111-3 WALL PLASTER WHITE B .08 +/-  .36

71 3 SP111-3 CLOSET FRAME METAL WHITE B .04 +/-  .14

72 3 SP111-3 CLOSET HINGE METAL WHITE B .02 +/-  .23

73 3 SP111-3 CLOSET DOOR WOOD WHITE B 6.0 +/-  1.7 70 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

74 3 SP111-3 CLOSET SHELVES WOOD WHITE B 3.9 +/-  1.4 36 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

ROOM SP111-3
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XRF 
Sample 
Number

Building 
Number

Room 
Number Building Component Substrate Color

Location 
(A,B,C,D)

Lead Results 
(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage Abatement Options

ROOM SP109-3
75 3 SP111-3 DOOR FRAME METAL GRAY C .2 +/-  .3

76 3 SP111-3 DOOR METAL GRAY C 0 +/-  .14

77 3 SP111-3 WALL PLASTER WHITE C .44 +/-  .99

78 3 SP111-3 WALL PLASTER WHITE D .05 +/-  .15

79 3 SP111-3 DROP CEILING TILE WOOD WHITE .01 +/-  .23

80 3 SP111-3 CEILING GRID METAL BLACK .01 +/-  .16

81 3 SP111-3 CEILING PLASTER WHITE .6 +/-  1.0

82 3 SP110-3 WALL PLASTER WHITE A .1 +/-  .08

83 3 SP110-3 CLOSET DOOR WOOD VARNISH A .01 +/-  .18

84 3 SP110-3 CLOSET DOOR FRAME METAL WHITE A 1.5 +/-  .5 17 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

85 VOID

86 3 SP110-3 CLOSET SHELVES WOOD WHITE A 4.3 +/-  1.6 40 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

87 3 SP110-3 WALL PLASTER WHITE B .4 +/-  .3

88 3 SP110-3 DOOR FRAME METAL GRAY B .18 +/-  .17

89 3 SP110-3 DOOR METAL GRAY B 0 +/-  .05

90 3 SP110-3 CONDUIT METAL WHITE B .6 +/-  .7

91 3 SP110-3 WALL PLASTER WHITE C .2 +/-  .3

92 3 SP110-3 WALL DRYWALL WHITE C .36 +/-  .95

93 3 SP110-3 WINDOW SILL WOOD WHITE C 4.6 +/-  1.7 4 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

94 3 SP110-3 WINDOW FRAME WOOD WHITE C 5.6 +/-  1.9 23 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

95 3 SP110-3 RADIATOR METAL WHITE D 0 +/-  .02

96 3 SP110-3 WALL PLASTER WHITE D .07 +/-  .27

97 3 SP110-3 CEILING PLASTER WHITE .06 +/-  .16

98 3 SP101-3 WALL PLASTER WHITE A .01 +/-  .08

ROOM SP101-3

ROOM SP110-3
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XRF 
Sample 
Number

Building 
Number

Room 
Number Building Component Substrate Color

Location 
(A,B,C,D)

Lead Results 
(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage Abatement Options

ROOM SP109-3
99 3 SP101-3 WINDOW SILL WOOD WHITE A 4.0 +/-  1.2 5 POOR

Abatement or Encapsulation of all 
Lead Based Paint

100 VOID

101 3 SP101-3 WINDOW FRAME WOOD WHITE A 4.7 +/-  1.7 34 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

102 3 SP101-3 RADIATOR METAL WHITE A 0 +/-  .11

103 3 SP101-3 WALL PLASTER WHITE B 0 +/-  .06

104 3 SP101-3 WALL PLASTER WHITE C 0 +/-  .06

105 3 SP101-3 DOOR JAMB METAL GRAY C 0 +/-  0

106 3 SP101-3 WALL PLASTER BLUE D 0 +/-  .09

107 3 SP101-3 WALL DRYWALL WHITE A .03 +/-  .15

108 3 SP101-3 DROP CEILING TILE WOOD WHITE 0 +/-  .01

109 3 SP101-3 CEILING GRID METAL BROWN .04 +/-  .30

110 3 SP104-3 CLOSET DOOR WOOD WHITE A 13 +/-  3.6 70 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

111 3 SP104-3 HINGE METAL WHITE A .1 +/-  .2

112 3 SP104-3 CLOSET DOOR JAMB METAL WHITE A .10 +/-  .08

113 3 SP104-3 CLOSET SHELVES WOOD WHITE A .05 +/-  .12

114 3 SP104-3 WALL PLASTER WHITE B .13 +/-  .18

115 3 SP104-3 WALL PLASTER WHITE C .06 +/-  .10

116 3 SP104-3 WINDOW SILL WOOD WHITE C 3.9 +/-  1.2 4 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

117 3 SP104-3 WINDOW FRAME WOOD WHITE C 4.1 +/-  1.2 23 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

118 3 SP104-3 RADIATOR METAL WHITE C .1 +/-  .4

119 3 SP104-3 WALL DRYWALL WHITE C .4 +/-  .9

120 3 SP104-3 DOOR FRAME METAL GRAY D .3 +/-  .3

121 3 SP104-3 DOOR METAL GRAY D 0 +/-  .08

122 3 SP104-3 CEILING PLASTER WHITE .4 +/-  1.0

ROOM SP105-3

ROOM SP104-3
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XRF 
Sample 
Number

Building 
Number

Room 
Number Building Component Substrate Color

Location 
(A,B,C,D)

Lead Results 
(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage Abatement Options

ROOM SP109-3
123 3 SP105-3 WALL PLASTER WHITE A .07 +/-  .15

124 3 SP105-3 DOOR FRAME METAL GRAY A .14 +/-  .83

125 3 SP105-3 DOOR METAL GRAY A 0 +/-  .03

126 3 SP105-3 WALL PLASTER WHITE B .39 +/-  .99

127 3 SP105-3 CLOSET FRAME METAL WHITE B .17 +/-  .87

128 3 SP105-3 CLOSET HINGE METAL WHITE B 0 +/-  .10

129 3 SP105-3 CLOSET DOOR WOOD WHITE B 4.9 +/-  1.4 70 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

130 3 SP105-3 CLOSET SHELVES WOOD WHITE B 6.0 +/-  1.9 15 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

131 3 SP105-3 WALL PLASTER WHITE C 0 +/-  .01

132 3 SP105-3 WINDOW SILL WOOD WHITE C 4.2 +/-  1.6 4 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

133 3 SP105-3 WINDOW FRAME WOOD WHITE C 3.1 +/-  1.2 23 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

134 3 SP105-3 RADIATOR METAL WHITE C .04 +/-  .33

135 3 SP105-3 WALL PLASTER WHITE D .02 +/-  .07

136 3 SP105-3 DROP CEILING TILE WOOD WHITE .4 +/-  .7

137 3 SP105-3 CEILING GRID METAL BLACK .02 +/-  .25

138 3 SP105-3 CEILING PLASTER WHITE .5 +/-  .9

139 3 CALIBRATION .34 +/-  .09

140 3 CALIBRATION 0 +/-  .01

141 3 CALIBRATION 1.61 +/-  .27

142 3 SHUTTER CALIBRATION

143 3 CALIBRATION 3.63 +/-  .75

144 3 CALIBRATION 0 +/-  .01

145 3 CALIBRATION .32 +/-  .07

146 3 SP102-3 WALL PLASTER WHITE A 0 +/-  .01

147 3 SP102-3 WALL PLASTER WHITE B .3 +/-  .8

ROOM SP102-3
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XRF 
Sample 
Number

Building 
Number

Room 
Number Building Component Substrate Color

Location 
(A,B,C,D)

Lead Results 
(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage Abatement Options

ROOM SP109-3
148 3 SP102-3 RADIATOR METAL WHITE B .02 +/-  .18

149 3 SP102-3 DOOR METAL GRAY C 0 +/-  .15

150 3 SP102-3 DOOR JAMB METAL GRAY C 0 +/-  .06

151 3 SP102-3 WALL PLASTER WHITE D 0 +/-  .09

152 3 SP102-3 DROP CEILING TILE WOOD WHITE .35 +/-  .48

153 3 SP102-3 CEILING GRID METAL BROWN .03 +/-  .21

154 3 SP102-3 HANGER METAL ORANGE CEILING 12 +/-  2.6 4 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

155 3 SP102-3 PIPE METAL BLACK CEILING .01 +/-  .18

156 3 SP102-3 CONDUIT METAL BLACK CEILING .01 +/-  .04

212 3 SP102-3 BASEBOARD PLASTIC BROWN B 4.1 +/-  1.3 17 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

213 3 SP102-3 VENT METAL WHITE CEILING .15 +/-  .67

157 3 SP106-3 WALL DRYWALL WHITE A 0 +/-  .08

158 3 SP106-3 DOOR FRAME METAL GRAY A 0 +/-  .01

159 3 SP106-3 DOOR METAL GRAY A 0 +/-  .05

160 3 SP106-3 WALL PLASTER WHITE B .28 +/-  .89

161 3 SP106-3 WALL DRYWALL WHITE C 0 +/-  .14

162 3 SP106-3 WALL PLASTER WHITE C 0 +/-  .01

163 3 SP106-3 WINDOW SILL WOOD WHITE C 4.2 +/-  1.4 6 POOR
Abatement or Encapsulation of all 

Lead Based Paint

164 3 SP106-3 WINDOW FRAME WOOD WHITE C 4.2 +/-  1.3 20 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

165 3 SP106-3 RADIATOR METAL WHITE C .01 +/-  .16

166 3 SP106-3 WALL DRYWALL WHITE D 0 +/-  .03

167 3 SP106-3 CONDUIT METAL WHITE D 1.2 +/-  .3 2 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

168 3 SP106-3 DROP CEILING TILE WOOD WHITE .25 +/-  .55

169 3 SP106-3 CEILING GRID METAL BROWN .02 +/-  .21

ROOM SP100-3(H)

ROOM SP106-3



ALEDA E. LUTZ
DEPARTMENT OF VETERANS AFFAIRS MEDICAL CENTER

BUILDING 3
XRF SAMPLING RESULTS

Page 26 of 45

XRF 
Sample 
Number

Building 
Number

Room 
Number Building Component Substrate Color

Location 
(A,B,C,D)

Lead Results 
(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage Abatement Options

ROOM SP109-3
170 3 SP100-3(H) DOOR FRAME METAL WHITE C 0 +/-  .11

171 3 SP100-3(H) DOOR METAL WHITE C 0 +/-  .01

172 3 SP100-3(H) STAIR BASEBOARD WOOD WHITE D 5.1 +/-  1.8 20 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

173 3 SP100-3(H) WALL PLASTER (WALLPAPER) UNKNOWN D .28 +/-  .69

174 3 SP100-3(H) HANDRAIL WOOD VARNISH D 0 +/-  .02

175 3 SP100-3(H) HANDRAIL SUPPORT METAL WHITE D .68 +/-  .63

176 3 SP100-3(H) WALL  DRYWALL (WALLPAPER) UNKNOWN B .02 +/-  .06

177 3 SP100-3(H) OVERHANG METAL WHITE C 0 +/-  .10

178 3 SP100-3(H) BANNISTER METAL WHITE 2.7 +/-  1.1 60 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

179 3 SP100-3(H) WALL PLASTER (WALLPAPER) UNKNOWN A .1 +/-  .2

180 3 SP100-3(H) WINDOW SILL WOOD WHITE A 5.5 +/-  1.7 4 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

181 3 SP100-3(H) WINDOW FRAME WOOD WHITE A 5.0 +/-  1.7 15 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

182 3 SP100-3(H) RADIATOR METAL SILVER A .09 +/-  .25

183 3 SP100-3(H) ELECTRICAL BOX METAL WHITE C 0 +/-  .2

184 3 SP100-3(H) DOOR WOOD WHITE B 5.9 +/-  1.9 50 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

185 3 SP100-3(H) DOOR FRAME METAL WHITE B .3 +/-  .2

186 3 SP100-3(H) DECORATIVE MOLDING WOOD WHITE STAIRS 3.0 +/-  1.2 3 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

187 3 SP100-3(H) CONDUIT METAL WHITE D .07 +/-  .30

188 3 SP100-3(H) CEILING TILE WOOD WHITE 0 +/-  0

189 3 SP100-3(H) CONDUIT METAL WHITE CEILING .03 +/-  .05

190 3 SP100-3(H) LIGHT FIXTURE METAL WHITE CEILING 0 +/-  .05

191 3 SP100-3(H) ROOF ACCESS HATCH METAL WHITE CEILING 5.1 +/-  1.8 6 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

192 3 SP100-3(H) FIRE HOSE DOOR METAL WHITE C .09 +/-  .21

193 3 SP100-3(H) ROOF ACCESS HATCH CONCRETE WHITE CEILING 0 +/-  .01

194 3 SP100-3(H) ROOF ACCESS HATCH WOOD GREEN CEILING 7.7 +/-  2.2 6 POOR
Abatement or Encapsulation of all 

Lead Based Paint

195 3 SP100-3(H) ROOF ACCESS FRAME WOOD GREEN CEILING 3.4 +/-  1.1 1 INTACT
Abatement or Encapsulation of all 

Lead Based Paint
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XRF 
Sample 
Number

Building 
Number

Room 
Number Building Component Substrate Color

Location 
(A,B,C,D)

Lead Results 
(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage Abatement Options

ROOM SP109-3

196 3 SP113-3 WALL PLASTER WHITE A .17 +/-  .92

197 3 SP113-3 WINDOW SILL WOOD WHITE A .2 +/-  .3

198 3 SP113-3 WINDOW FRAME WOOD WHITE A 4.3 +/-  1.3 13 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

199 3 SP113-3 HANDRAIL METAL WHITE A 0 +/-  .01

200 3 SP113-3 RADIATOR METAL TAN A .09 +/-  .19

201 3 SP113-3 WINDOW SILL WOOD WHITE A .25 +/-  .41

202 3 SP113-3 WALL DRYWALL WHITE B 0 +/-  .01

203 3 SP113-3 WALL DRYWALL WHITE C .02 +/-  .05

204 3 SP113-3 DOOR JAMB METAL GRAY C 0 +/-  .06

205 3 SP113-3 DOOR METAL GRAY C 0 +/-  .1

206 3 SP113-3 BASEBOARD VINYL BROWN C 3.0 +/-  1.3 14 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

207 3 SP113-3 PIPE METAL BLACK C 0 +/-  .01

208 3 SP113-3 ACCESS PANEL METAL WHITE C 0 +/-  .11

209 3 SP113-3 DROP CEILING TILE WOOD WHITE .2 +/-  .61

210 3 SP113-3 CEILING GRID METAL BROWN .01 +/-  .07

211 3 SP113-3 VENT METAL WHITE CEILING .2 +/-  .8

214 3 SPRAMP-3 WALL PLASTER WHITE A .0 +/-  .01

215 3 SPRAMP-3 DOOR FRAME METAL BROWN A 0 +/-  .10

216 3 SPRAMP-3 DOOR METAL BROWN A .01 +/-  .12

217 3 SPRAMP-3 WALL PLASTER WHITE B .16 +/-  .7

218 3 SPRAMP-3 RADIATOR METAL WHITE B 0 +/-  .12

219 3 SPRAMP-3 DOOR METAL GRAY C 0 +/-  .10

220 3 SPRAMP-3 DOOR FRAME METAL GRAY C 0 +/-  .06

221 3 SPRAMP-3 WALL DRYWALL WHITE C 0 +/-  .07

ROOM SP113-3

ROOM SPRAMP-3
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XRF 
Sample 
Number

Building 
Number

Room 
Number Building Component Substrate Color

Location 
(A,B,C,D)

Lead Results 
(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage Abatement Options

ROOM SP109-3
222 3 SPRAMP-3 WALL PLASTER WHITE D .02 +/-  .06

223 3 SPRAMP-3 BASEBOARD PLASTIC GRAY D .46 +/-  .95

224 3 SPRAMP-3 DROP CEILING TILE WOOD WHITE .3 +/-  .47

225 3 SPRAMP-3 CEILING GRID METAL BROWN .16 +/-  .16

226 3 SPRAMP-3 CEILING CONCRETE BLACK .03 +/-  .07

227 3 CALIBRATION 1.24 +/-  .19

228 3 CALIBRATION 0 +/-  .03

229 3 CALIBRATION .32 +/-  .09

230 3 SHUTTER CALIBRATION

231 3 CALIBRATION .33 +/-  .12

232 3 CALIBRATION 3.58 +/-  .73

233 3 CALIBRATION 0 +/-  .09

234 3 SP103-3 WALL PLASTER WHITE A .1 +/-  .2

235 3 SP103-3 WINDOW SILL WOOD WHITE A 3.8 +/-  1.4 5 POOR
Abatement or Encapsulation of all 

Lead Based Paint

236 3 SP103-3 WINDOW FRAME WOOD WHITE A 5.8 +/-  2.0 34 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

237 3 SP103-3 RADIATOR METAL WHITE A 0 +/-  .04

238 3 SP103-3 WALL PLASTER WHITE B .11 +/-  .15

239 3 SP103-3 BASEBOARD VINYL BROWN C 5.1 +/-  1.6 20 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

240 3 SP103-3 DOOR FRAME METAL GRAY C .05 +/-  .17

241 3 SP103-3 DOOR METAL GRAY C 0 +/-  .08

242 3 SP103-3 CLOSET DOOR FRAME METAL WHITE D 0 +/-  .02

243 3 SP103-3 CLOSET DOOR METAL WHITE D 0 +/-  .14

244 3 SP103-3 CLOSET SHELVES WOOD WHITE D 0 +/-  .11

245 3 SP103-3 CEILING PLASTER WHITE CEILING .07 +/-  .15

246 3 SP103-3 CONDUIT METAL WHITE .01 +/-  .03

ROOM SP103-3
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XRF 
Sample 
Number

Building 
Number

Room 
Number Building Component Substrate Color

Location 
(A,B,C,D)

Lead Results 
(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage Abatement Options

ROOM SP109-3

247 3 SP100-3 WALL PLASTER (WALLPAPER) UNKNOWN A .32 +/-  .66

248 3 SP100-3 DOOR FRAME WOOD Beige A .01 +/-  .14

249 3 SP100-3 CONDUIT METAL WHITE A .05 +/-  .10

250 3 SP100-3 WALL DRYWALL (WALLPAPER) UNKNOWN B .01 +/-  .04

251 3 SP100-3 DOOR FRAME METAL WHITE C .01 +/-  .18

252 3 SP100-3 DOOR METAL WHITE C 0 +/-  .13

253 3 SP100-3 WALL DRYWALL (WALLPAPER) UNKNOWN C .05 +/-  .12

254 3 SP100-3 WALL DRYWALL (WALLPAPER) UNKNOWN D 0 +/-  .07

255 3 SP100-3 BANNISTER METAL WHITE D 1.1 +/-  .3 5 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

256 3 SP100-3 WALL PLASTER (WALLPAPER) UNKNOWN C 0 +/-  .02

257 3 SP100-3 WALL PLASTER (WALLPAPER) UNKNOWN D .09 +/-  .37

258 3 SP100-3 CIRCLE METAL WHITE D .01 +/-  .17

259 3 SP100-3 DROP CEILING TILE WOOD WHITE .1 +/-  .6

260 3 SP100-3 CEILING GRID METAL BROWN .03 +/-  .14

261 3 SP100-3 CEILING (DECK) METAL WHITE 1.8 +/-  .6 50 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

262 3 SP100-3 RAFTER METAL WHITE CEILING 9.1 +/-  2.5 35 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

263 3 SP100-3 CEILING (DECK) METAL ORANGE 2.9 +/-  .09 45 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

264 3 SP100-3 RAFTER METAL ORANGE CEILING 1.6 +/-  .3 18 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

265 3 SPCOR1-3 WALL PLASTER (WALLPAPER) UNKNOWN A .1 +/-  .7

266 3 SPCOR1-3 DOOR JAMB METAL WHITE A .01 +/-  .08

267 3 SPCOR1-3 DOOR METAL WHITE A 0 +/-  .04

268 3 SPCOR1-3 WALL DRYWALL WHITE A 0 +/-  .10

269 3 SPCOR1-3 DOOR FRAME METAL GRAY A 0 +/-  .03

270 3 SPCOR1-3 DOOR METAL GRAY A .02 +/-  .18

ROOM SPCOR1-3

ROOM SP100-3
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XRF 
Sample 
Number

Building 
Number

Room 
Number Building Component Substrate Color

Location 
(A,B,C,D)

Lead Results 
(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage Abatement Options

ROOM SP109-3
271 3 SPCOR1-3 WALL PLASTER WHITE D .56 +/-  .44

272 3 SPCOR1-3 WALL PLASTER WHITE C .1 +/-  .9

273 3 SPCOR1-3 WALL DRYWALL WHITE D 0 +/-  .05

274 3 SPCOR1-3 BASEBOARD VINYL BLACK C .47 +/-  .95

275 3 SPCOR1-3 RADIATOR METAL WHITE C 0 +/-  .07

276 3 SPCOR1-3 WALL PLASTER WHITE B .3 +/-  .9

277 3 SPCOR1-3 DROP CEILING TILE WOOD WHITE .01 +/-  .05

278 3 SPCOR1-3 CEILING GRID METAL BROWN .03 +/-  .19

279 3 SPCOR1-3 HANGER METAL GREEN CEILING 0 +/-  .08

280 3 SPCOR1-3 SPEAKER METAL GRAY CEILING 0 +/-  .09

281 3 SPCOR1-3 BEAM METAL WHITE CEILING 0 +/-  .09
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XRF 
Sample 
Number

Building 
Number

Room 
Number Building Component Substrate Color

Location 
(A,B,C,D)

Lead 
Results 

(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage Abatement Options

282 3 OUTSIDE STEPS CONCRETE GRAY A .02 +/-  .07

283 3 OUTSIDE POLE METAL BLACK A 5.1 +/-  1.6 20 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

284 3 OUTSIDE POLE METAL GRAY A 8.4 +/-  2.5 1 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

285 3 OUTSIDE RAILING METAL BLACK A .8 +/-  .1

286 3 OUTSIDE RAILING METAL GRAY A 09 +/-  .14

287 3 OUTSIDE RAIN SPOUT METAL BLACK A .03 +/-  .02

288 3 OUTSIDE RAIN SPOUT HOLDER METAL BLACK A .02 +/-  .02

289 3 OUTSIDE DOOR FRAME METAL BROWN A 0 +/-  .09

290 3 OUTSIDE DOOR METAL BROWN A 0 +/-  .11

291 3 OUTSIDE FLAG POLE HOLDER METAL BLACK A 0 +/-  .01

292 3 OUTSIDE
METAL PLATE (ABOVE 
POLES) METAL BLACK A 3.4 +/-  1.0 2 INTACT

Abatement or Encapsulation of all 
Lead Based Paint

293 3 OUTSIDE PORCH CEILING CONCRETE WHITE A 18 +/-  7.6 70 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

294 3 OUTSIDE HANDRAIL METAL GRAY A 0 +/-  .02

295 3 OUTSIDE FIRE ESCAPE METAL BLACK D .06 +/-  .09

296 3 OUTSIDE WINDOW METAL RED B 5.1 +/-  2.0 10 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

297 3 OUTSIDE PIPE METAL GRAY B .03 +/-  .04

298 3 OUTSIDE HANGER METAL GRAY B .02 +/-  .02

299 3 OUTSIDE HANDRAIL CAGE METAL BLACK C 5.1 +/-  2.0 80 POOR
Abatement or Encapsulation of all 

Lead Based Paint

300 3 OUTSIDE HANDRAIL METAL BLACK C .6 +/-  .2

301 3 OUTSIDE DOOR METAL WHITE C .02 +/-  .19

302 3 OUTSIDE DOOR FRAME METAL WHITE C .15 +/-  .02

303 3 OUTSIDE VENT BOARD METAL RED C 3.4 +/-  1.0 4 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

304 3 OUTSIDE METAL SQUARE METAL RED D 4.8 +/-  1.9 2 INTACT
Abatement or Encapsulation of all 

Lead Based Paint

305 3 OUTSIDE CALIBRATION .31 +/-  .06
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XRF 
Sample 
Number

Building 
Number

Room 
Number Building Component Substrate Color

Location 
(A,B,C,D)

Lead 
Results 

(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage Abatement Options

306 3 OUTSIDE CALIBRATION 0 +/-  .01

307 3 OUTSIDE CALIBRATION 1.08 +/-  .13

10 3 OUTSIDE FIRE ESCAPE METAL BLACK C .10 +/-  .11
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XRF 
Sample 
Number

Building 
Number

Room 
Number Building Component Substrate Color

Location 
(A,B,C,D)

Lead Results 
(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage Abatement Options

1 SHUTTER CALIBRATION

2 CALIBRATION 1.1 +/-  .1

3 CALIBRATION 0 +/-  .01

4 CALIBRATION .44 +/-  .20

5 CALIBRATION .04 +/-  .03

6 3 ROOF FLASHING METAL BROWN C .02 +/-  .02

7 3 ROOF FLASHING METAL BROWN D .04 +/-  .08

8 3 ROOF FLASHING METAL BROWN A .03 +/-  .02

9 3 ROOF FLASHING METAL BROWN B .03 +/-  .02

11 CALIBRATION 1.04 +/-  .07

12 CALIBRATION 0 +/-  .09

13 CALIBRATION .31 +/-  .11
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Room 
Number

Sample 
Number

Building Component  -                
Floor =  F                                  

Window Sill = WS                            
Window Trough =WT

Location 
(A, B, C, D)

Area Sampled 
(sq. ft. )

Condition of Paint 
(Intact, Fair or Poor)

Is The Surface 
Smooth & 

Cleanable? 
(Y/N)

Interim Controls 
/ Abatement

Results 
(µg/ft2) 

SP2-3 1W F 1 INTACT Y See Appendix F 550

SP7-3 1W F 1 INTACT Y See Appendix F 980

SP6-3 1W F 1 INTACT Y See Appendix F 1700

SP8-3 1W F 1 INTACT Y See Appendix F 320

SP3-3 1W F 1 INTACT Y See Appendix F 690

SP4-3 1W F 1 INTACT Y See Appendix F 1800

SP5-3 1W F 1 INTACT Y See Appendix F 1700

SP1-3 1W F 1 INTACT Y See Appendix F 350

SP5-3 2W WS B 88 IN2 POOR Y See Appendix F 6300

SP1-3 2W WS C 140 IN2 INTACT Y See Appendix F 650

SP1-3(H) 1W F 1 INTACT Y See Appendix F 1800

SP203-4 1W F 1 INTACT Y <10

SP203-4 2W WS A 140 IN2 INTACT Y 13

SP202-3 1W F 1 INTACT Y <10

SP202-3 2W WS C 140 IN2 POOR Y 19

SP201-3 1W F 1 INTACT Y <10

SP201-3 2W WS B 140 IN2 INTACT Y 65

SP205-3 1W F 1 INTACT Y <10

SP205-3 2W WS A 140 IN2 INTACT Y 19
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Room 
Number

Sample 
Number

Building Component  -                
Floor =  F                                  

Window Sill = WS                            
Window Trough =WT

Location 
(A, B, C, D)

Area Sampled 
(sq. ft. )

Condition of Paint 
(Intact, Fair or Poor)

Is The Surface 
Smooth & 

Cleanable? 
(Y/N)

Interim Controls 
/ Abatement

Results 
(µg/ft2) 

SP205-3(H) 1W F 1 INTACT Y <10

SP204-3 1W F 1 INTACT Y <10

SP204-3 2W WS A 140 IN2 INTACT Y 19

SP200-3 1W F 1 INTACT Y <10

SP200-3 2W WS C 140 IN2 INTACT Y 26

SP200-3(H) 1W F 1 INTACT Y <10

SP209-3 1W F 1 N/A N-CARPET <10

SP209-3 2W WS B 140 IN2 INTACT Y 19

SP208-3 1W F 1 N/A N-CARPET <10

SP208-3 2W WS A 140 IN2 INTACT Y 23

SP206-3(H) 1W F 1 N/A N-CARPET <10

SP210-3 1W F 1 N/A N-CARPET <10

SP210-3 2W WS C 140 IN2 POOR Y 47

SP206-3 1W F 1 N/A N-CARPET <10

SP206-3 2W WS A 140 IN2 INTACT Y 12

SP207-3 1W F 1 INTACT Y <10

SP207-3 2W WS A 135 IN2 INTACT Y 13

SP211-3 1W F 1 INTACT Y <10

SP211-3 2W WS C 140 IN2 INTACT Y 38
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Room 
Number

Sample 
Number

Building Component  -                
Floor =  F                                  

Window Sill = WS                            
Window Trough =WT

Location 
(A, B, C, D)

Area Sampled 
(sq. ft. )

Condition of Paint 
(Intact, Fair or Poor)

Is The Surface 
Smooth & 

Cleanable? 
(Y/N)

Interim Controls 
/ Abatement

Results 
(µg/ft2) 

SP212-3 1W F 1 INTACT Y <10

SP212-3 2W WS C 140 IN2 INTACT Y 11

SP212-3(H) 1W F 1 N/A N-CARPET <10

SP111-3 1W F 1 N/A N-CARPET <10

SP111-3 2W WS A 140 IN2 INTACT Y 10

SP110-3 1W F 1 N/A N-CARPET <10

SP110-3 2W WS D 140 in2 INTACT Y 50

SP101-3 1W F 1 N/A N-CARPET <10

SP101-3 2W WS A 140 IN2 INTACT Y 14

SP104-3 1W F 1 N/A N-CARPET <10

SP104-3 2W WS C 140 IN2 INTACT Y <10

SP105-3 1W F 1 n/a N-CARPET <10

SP105-3 2W WS C 140 IN2 INTACT Y 26

SP109-3 1W F 1 N/A N-CARPET <10

SP109-3 2W WS C 140 IN2 INTACT Y <10

SP108-3 1W F 1 N/A N-CARPET <10

SP108-3 2W WS C 140 IN2 INTACT Y <10

SP112-3 1W F 1 N/A N-CARPET <10

SP112-3 2W WS A 140 IN2 INTACT Y 10
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Room 
Number

Sample 
Number

Building Component  -                
Floor =  F                                  

Window Sill = WS                            
Window Trough =WT

Location 
(A, B, C, D)

Area Sampled 
(sq. ft. )

Condition of Paint 
(Intact, Fair or Poor)

Is The Surface 
Smooth & 

Cleanable? 
(Y/N)

Interim Controls 
/ Abatement

Results 
(µg/ft2) 

SP102-3 1W F 1 INTACT Y <10

SP106-3 1W F 1 N/A N-CARPET <10

SP106-3 2W WS C 140 IN2 INTACT Y 42

SP100-3(H) 1W F 1 N/A N-CARPET <10

SP100-3(H) 2W WS A 140 IN2 INTACT Y 46

SP113-3 1W F 1 INTACT Y <10

SP113-3 2W WS A 140 IN2 INTACT Y <10

SP103-3 1W F 1 N/A N-CARPET <10

SP103-3 2W WS A 140 IN2 POOR Y 36

SP100-3 1W F 1 N/A N-CARPET <10

SPFB-1 <10

SPFB-2 <10

SPFB-3 SPIKE 240



ALEDA E. LUTZ
DEPARTMENT OF VETERANS AFFAIRS MEDICAL CENTER

BUILDING 3
SOIL SAMPLING RESULTS

Page 5 of 5

Sample 
Number

Building 
Number 

Room 
Number

Building Component  -                
Floor =  F                                  

Window Sill = WS                            
Window Trough =WT

Location 
(A, B, C, D)

Area Sampled 
(sq. ft. )

Condition of Paint 
(Intact, Fair or Poor)

Is The Surface 
Smooth & 

Cleanable? 
(Y/N)

Interim 
Controls / 
Abatement

Results 
(ug/ft2) 

DL1 3 OUTSIDE DRIP LINE <40

OPEN1 3 OUTSIDE OPEN SOIL <40
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Figure 1: Building #3 basement positive XRF/dust wipe results
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notes: red numbers are positive XRF sample numbers and can be found in Appendix C
          blue numbers ending in 1W or 2W are dust wipes and can be found in Appendix D
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Figure 2: Building #3 first floor positive XRF/dust wipe results
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Figure 3: Building #3 second floor floor positive XRF/dust wipe results

MD 2

notes: red numbers are positive XRF sample numbers and can be found in Appendix C
          blue numbers ending in 1W or 2W are dust wipes and can be found in Appendix D
          black numbers are room numbers
          all positive pipes and conduits have been labeled
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Interim Control Options and Re-evaluation Schedule for Hazardous 
Levels of Dust 

 
Location Component Interim Controls Abatement 

Options 
Re-evaluation 

Schedule 

SP2-3 Floor 

A through cleaning of all 
horizontal surfaces such as 

interior window sills, 
window troughs, floors and 

stairs, but excluding 
ceilings in accordance with 
24 CFR 35.1130 (e)(2) this 

may or may not include 
replacement of all windows 

with lead hazards 

Abatement of all 
lead based paint 

using 
encapsulation or 

enclosure or 
removal of all 

lead based paint 
in accordance 
with 24 CFR 

35.1325 

See Attached 
Table 

SP7-3 Floor 

A through cleaning of all 
horizontal surfaces such as 

interior window sills, 
window troughs, floors and 

stairs, but excluding 
ceilings in accordance with 
24 CFR 35.1130 (e)(2) this 

may or may not include 
replacement of all windows 

with lead hazards 

Abatement of all 
lead based paint 

using 
encapsulation or 

enclosure or 
removal of all 

lead based paint 
in accordance 
with 24 CFR 

35.1325 

See Attached 
Table 

SP6-3 Floor 

A through cleaning of all 
horizontal surfaces such as 

interior window sills, 
window troughs, floors and 

stairs, but excluding 
ceilings in accordance with 
24 CFR 35.1130 (e)(2) this 

may or may not include 
replacement of all windows 

with lead hazards 

Abatement of all 
lead based paint 

using 
encapsulation or 

enclosure or 
removal of all 

lead based paint 
in accordance 
with 24 CFR 

35.1325 

See Attached 
Table 

SP8-3 Floor 

A through cleaning of all 
horizontal surfaces such as 

interior window sills, 
window troughs, floors and 

stairs, but excluding 
ceilings in accordance with 
24 CFR 35.1130 (e)(2) this 

may or may not include 
replacement of all windows 

with lead hazards 

Abatement of all 
lead based paint 

using 
encapsulation or 

enclosure or 
removal of all 

lead based paint 
in accordance 
with 24 CFR 

35.1325 

See Attached 
Table 



Location Component Interim Controls Abatement 
Options 

Re-evaluation 
Schedule 

SP3-3 Floor 

A through cleaning of all 
horizontal surfaces such as 

interior window sills, 
window troughs, floors and 

stairs, but excluding 
ceilings in accordance with 
24 CFR 35.1130 (e)(2) this 

may or may not include 
replacement of all windows 

with lead hazards 

Abatement of all 
lead based paint 

using 
encapsulation or 

enclosure or 
removal of all 

lead based paint 
in accordance 
with 24 CFR 

35.1325 

See Attached 
Table 

SP4-3 Floor 

A through cleaning of all 
horizontal surfaces such as 

interior window sills, 
window troughs, floors and 

stairs, but excluding 
ceilings in accordance with 
24 CFR 35.1130 (e)(2) this 

may or may not include 
replacement of all windows 

with lead hazards 

Abatement of all 
lead based paint 

using 
encapsulation or 

enclosure or 
removal of all 

lead based paint 
in accordance 
with 24 CFR 

35.1325 

See Attached 
Table 

SP5-3 Floor 

A through cleaning of all 
horizontal surfaces such as 

interior window sills, 
window troughs, floors and 

stairs, but excluding 
ceilings in accordance with 
24 CFR 35.1130 (e)(2) this 

may or may not include 
replacement of all windows 

with lead hazards 

Abatement of all 
lead based paint 

using 
encapsulation or 

enclosure or 
removal of all 

lead based paint 
in accordance 
with 24 CFR 

35.1325 

See Attached 
Table 

SP1-3 Floor 

A through cleaning of all 
horizontal surfaces such as 

interior window sills, 
window troughs, floors and 

stairs, but excluding 
ceilings in accordance with 
24 CFR 35.1130 (e)(2) this 

may or may not include 
replacement of all windows 

with lead hazards 

Abatement of all 
lead based paint 

using 
encapsulation or 

enclosure or 
removal of all 

lead based paint 
in accordance 
with 24 CFR 

35.1325 

See Attached 
Table 



Location Component Interim Controls Abatement 
Options 

Re-evaluation 
Schedule 

SP5-3 Window Sill 

A through cleaning of all 
horizontal surfaces such as 

interior window sills, 
window troughs, floors and 

stairs, but excluding 
ceilings in accordance with 
24 CFR 35.1130 (e)(2) this 

may or may not include 
replacement of all windows 

with lead hazards 

Abatement of all 
lead based paint 

using 
encapsulation or 

enclosure or 
removal of all 

lead based paint 
in accordance 
with 24 CFR 

35.1325 

See Attached 
Table 

SP1-3 Window Sill 

A through cleaning of all 
horizontal surfaces such as 

interior window sills, 
window troughs, floors and 

stairs, but excluding 
ceilings in accordance with 
24 CFR 35.1130 (e)(2) this 

may or may not include 
replacement of all windows 

with lead hazards 

Abatement of all 
lead based paint 

using 
encapsulation or 

enclosure or 
removal of all 

lead based paint 
in accordance 
with 24 CFR 

35.1325 

See Attached 
Table 

SP1-3(H) Floor 

A through cleaning of all 
horizontal surfaces such as 

interior window sills, 
window troughs, floors and 

stairs, but excluding 
ceilings in accordance with 
24 CFR 35.1130 (e)(2) this 

may or may not include 
replacement of all windows 

with lead hazards 

Abatement of all 
lead based paint 

using 
encapsulation or 

enclosure or 
removal of all 

lead based paint 
in accordance 
with 24 CFR 

35.1325 

See Attached 
Table 
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ConcentrationAnalyzed NotesRDLLab ID: Lead

160910668

Attn: Amarjit Sidhu
Advanced Environmental Management Group
44339 Plymouth Oaks Blvd.
Plymouth, MI 48170-2585

Customer PO:
Received: 07/14/09 9:00 AM

None Given

Customer ID: EPSP62

Fax: (810) 966-9853 Phone: (810) 966-9850
Project:

EMSL Order:

EMSL Proj:

Lead in Soils by Flame AAS (SW 846 3050B*/7000B)

EMSL Analytical, Inc.
2001 East 52nd St., Indianapolis, IN 46205
Phone:  (317) 803-2997        Fax:  (317) 803-3047     Email:   indianapolislab@emsl.com

<40 mg/Kg7/16/20090068 40

Client Sample Collected: 7/13/2009DL1
mg/Kg

<40 mg/Kg7/16/20090069 40

Client Sample Collected: 7/13/2009OPEN 1
mg/Kg

Page 1 of 8Test Report PB w/RDL-7.12.0   Printed: 7/21/2009 7:21:16 AM

Doug Wiegand, Laboratory Manager
or other approved signatory

Reporting limit is 40 mg/kg.  The QC data associated with these sample results included in this report meet the method quality control requirements, unless specifically indicated 
otherwise. Unless noted, results in this report are not blank corrected .  This report relates only to the samples reported above and may not be reproduced, except in full, without written 
approval by EMSL. EMSL bears no responsibility for sample collection activities.

* slight modifications to methods applied Samples received in good condition unless otherwise noted. Quality Control Data associated with this sample set is within acceptable limits, 
unless otherwise noted
Samples analyzed by EMSL Analytical, Inc. Indianapolis 2001 East 52nd St., Indianapolis IN AIHA ELLAP 157245, OH E10040

mailto:indianapolislab@emsl.com


ConcentrationAnalyzed Area Sampled NotesRDLLab ID: Lead

160910668

Attn: Amarjit Sidhu
Advanced Environmental Management Group
44339 Plymouth Oaks Blvd.
Plymouth, MI 48170-2585

Customer PO:
Received: 07/14/09 9:00 AM

None Given

Customer ID: EPSP62

Fax: (810) 966-9853 Phone: (810) 966-9850
Project:

EMSL Order:

EMSL Proj:

Lead in Dust by Flame AAS (SW 846 3050B*/7000B)

EMSL Analytical, Inc.
2001 East 52nd St., Indianapolis, IN 46205
Phone:  (317) 803-2997        Fax:  (317) 803-3047     Email:   indianapolislab@emsl.com

144 550 µg/ft²in²7/15/20090001 10

Client Sample Collected: 7/13/2009SP2-3-1W
µg/ft²

144 980 µg/ft²in²7/15/20090002 10

Client Sample Collected: 7/13/2009SP7-3-1W
µg/ft²

144 1700 µg/ft²in²7/15/20090003 100

Client Sample Collected: 7/13/2009SP6-3-1W
µg/ft²

144 320 µg/ft²in²7/15/20090004 10

Client Sample Collected: 7/13/2009SP8-3-1W
µg/ft²

144 690 µg/ft²in²7/15/20090005 10

Client Sample Collected: 7/13/2009SP3-3-1W
µg/ft²

144 1800 µg/ft²in²7/15/20090006 100

Client Sample Collected: 7/13/2009SP4-3-1W
µg/ft²

144 1700 µg/ft²in²7/15/20090007 100

Client Sample Collected: 7/13/2009SP5-3-1W
µg/ft²

144 350 µg/ft²in²7/15/20090008 10

Client Sample Collected: 7/13/2009SP1-3-1W
µg/ft²

88 6300 µg/ft²in²7/15/20090009 160

Client Sample Collected: 7/13/2009SP5-3-2W
µg/ft²

140 650 µg/ft²in²7/15/20090010 10

Client Sample Collected: 7/13/2009SP1-3-2W
µg/ft²

144 1800 µg/ft²in²7/15/20090011 100

Client Sample Collected: 7/13/2009SP1-3(H)-1W
µg/ft²

Page 2 of 8Test Report PB w/RDL-7.12.0   Printed: 7/21/2009 7:21:17 AM

Doug Wiegand, Laboratory Manager
or other approved signatory

Samples analyzed by EMSL Analytical, Inc. Indianapolis 2001 East 52nd St., Indianapolis IN AIHA ELLAP 157245

mailto:indianapolislab@emsl.com


ConcentrationAnalyzed Area Sampled NotesRDLLab ID: Lead

160910668

Attn: Amarjit Sidhu
Advanced Environmental Management Group
44339 Plymouth Oaks Blvd.
Plymouth, MI 48170-2585

Customer PO:
Received: 07/14/09 9:00 AM

None Given

Customer ID: EPSP62

Fax: (810) 966-9853 Phone: (810) 966-9850
Project:

EMSL Order:

EMSL Proj:

Lead in Dust by Flame AAS (SW 846 3050B*/7000B)

EMSL Analytical, Inc.
2001 East 52nd St., Indianapolis, IN 46205
Phone:  (317) 803-2997        Fax:  (317) 803-3047     Email:   indianapolislab@emsl.com

144 <10 µg/ft²in²7/15/20090012 10

Client Sample Collected: 7/13/2009SP203-4-1W
µg/ft²

140 13 µg/ft²in²7/15/20090013 10

Client Sample Collected: 7/13/2009SP203-4-2W
µg/ft²

144 <10 µg/ft²in²7/15/20090014 10

Client Sample Collected: 7/13/2009SP202-3-1W
µg/ft²

140 19 µg/ft²in²7/15/20090015 10

Client Sample Collected: 7/13/2009SP202-3-2W
µg/ft²

144 <10 µg/ft²in²7/15/20090016 10

Client Sample Collected: 7/13/2009SP201-3-1W
µg/ft²

140 65 µg/ft²in²7/15/20090017 10

Client Sample Collected: 7/13/2009SP201-3-2W
µg/ft²

144 <10 µg/ft²in²7/15/20090018 10

Client Sample Collected: 7/13/2009SP205-3-1W
µg/ft²

140 19 µg/ft²in²7/15/20090019 10

Client Sample Collected: 7/13/2009SP205-3-2W
µg/ft²

144 <10 µg/ft²in²7/15/20090020 10

Client Sample Collected: 7/13/2009SP205-3(H)-1W
µg/ft²

144 <10 µg/ft²in²7/15/20090021 10

Client Sample Collected: 7/13/2009SP204-3-1W
µg/ft²

140 19 µg/ft²in²7/15/20090022 10

Client Sample Collected: 7/13/2009SP204-3-2W
µg/ft²

Page 3 of 8Test Report PB w/RDL-7.12.0   Printed: 7/21/2009 7:21:18 AM

Doug Wiegand, Laboratory Manager
or other approved signatory

Samples analyzed by EMSL Analytical, Inc. Indianapolis 2001 East 52nd St., Indianapolis IN AIHA ELLAP 157245

mailto:indianapolislab@emsl.com


ConcentrationAnalyzed Area Sampled NotesRDLLab ID: Lead

160910668

Attn: Amarjit Sidhu
Advanced Environmental Management Group
44339 Plymouth Oaks Blvd.
Plymouth, MI 48170-2585

Customer PO:
Received: 07/14/09 9:00 AM

None Given

Customer ID: EPSP62

Fax: (810) 966-9853 Phone: (810) 966-9850
Project:

EMSL Order:

EMSL Proj:

Lead in Dust by Flame AAS (SW 846 3050B*/7000B)

EMSL Analytical, Inc.
2001 East 52nd St., Indianapolis, IN 46205
Phone:  (317) 803-2997        Fax:  (317) 803-3047     Email:   indianapolislab@emsl.com

144 <10 µg/ft²in²7/15/20090023 10

Client Sample Collected: 7/13/2009SP200-3-1W
µg/ft²

140 26 µg/ft²in²7/15/20090024 10

Client Sample Collected: 7/13/2009SP200-3-2W
µg/ft²

144 <10 µg/ft²in²7/15/20090025 10

Client Sample Collected: 7/13/2009SP200-3(H)-1W
µg/ft²

144 <10 µg/ft²in²7/15/20090026 10

Client Sample Collected: 7/13/2009SP209-3-1W
µg/ft²

140 19 µg/ft²in²7/15/20090027 10

Client Sample Collected: 7/13/2009SP209-3-2W
µg/ft²

144 <10 µg/ft²in²7/15/20090028 10

Client Sample Collected: 7/13/2009SP208-3-1W
µg/ft²

140 23 µg/ft²in²7/15/20090029 10

Client Sample Collected: 7/13/2009SP208-3-2W
µg/ft²

144 <10 µg/ft²in²7/15/20090030 10

Client Sample Collected: 7/13/2009SP206-3(H)-1W
µg/ft²

144 <10 µg/ft²in²7/15/20090031 10

Client Sample Collected: 7/13/2009SP210-3-1W
µg/ft²

140 47 µg/ft²in²7/15/20090032 10

Client Sample Collected: 7/13/2009SP210-3-2W
µg/ft²

144 <10 µg/ft²in²7/15/20090033 10

Client Sample Collected: 7/13/2009SP206-3-1W
µg/ft²

Page 4 of 8Test Report PB w/RDL-7.12.0   Printed: 7/21/2009 7:21:19 AM

Doug Wiegand, Laboratory Manager
or other approved signatory

Samples analyzed by EMSL Analytical, Inc. Indianapolis 2001 East 52nd St., Indianapolis IN AIHA ELLAP 157245

mailto:indianapolislab@emsl.com


ConcentrationAnalyzed Area Sampled NotesRDLLab ID: Lead

160910668

Attn: Amarjit Sidhu
Advanced Environmental Management Group
44339 Plymouth Oaks Blvd.
Plymouth, MI 48170-2585

Customer PO:
Received: 07/14/09 9:00 AM

None Given

Customer ID: EPSP62

Fax: (810) 966-9853 Phone: (810) 966-9850
Project:

EMSL Order:

EMSL Proj:

Lead in Dust by Flame AAS (SW 846 3050B*/7000B)

EMSL Analytical, Inc.
2001 East 52nd St., Indianapolis, IN 46205
Phone:  (317) 803-2997        Fax:  (317) 803-3047     Email:   indianapolislab@emsl.com

140 12 µg/ft²in²7/15/20090034 10

Client Sample Collected: 7/13/2009SP206-3-2W
µg/ft²

144 <10 µg/ft²in²7/15/20090035 10

Client Sample Collected: 7/13/2009SP207-3-1W
µg/ft²

140 13 µg/ft²in²7/15/20090036 10

Client Sample Collected: 7/13/2009SP207-3-2W
µg/ft²

144 <10 µg/ft²in²7/15/20090037 10

Client Sample Collected: 7/13/2009SP211-3-1W
µg/ft²

140 38 µg/ft²in²7/15/20090038 10

Client Sample Collected: 7/13/2009SP211-3-2W
µg/ft²

144 <10 µg/ft²in²7/15/20090039 10

Client Sample Collected: 7/13/2009SP212-3-1W
µg/ft²

140 11 µg/ft²in²7/15/20090040 10

Client Sample Collected: 7/13/2009SP212-3-2W
µg/ft²

144 <10 µg/ft²in²7/15/20090041 10

Client Sample Collected: 7/13/2009SP212-3(H)-1W
µg/ft²

144 <10 µg/ft²in²7/15/20090042 10

Client Sample Collected: 7/13/2009SP111-3-1W
µg/ft²

140 10 µg/ft²in²7/15/20090043 10

Client Sample Collected: 7/13/2009SP111-3-2W
µg/ft²

144 <10 µg/ft²in²7/15/20090044 10

Client Sample Collected: 7/13/2009SP110-3-1W
µg/ft²

Page 5 of 8Test Report PB w/RDL-7.12.0   Printed: 7/21/2009 7:21:19 AM

Doug Wiegand, Laboratory Manager
or other approved signatory

Samples analyzed by EMSL Analytical, Inc. Indianapolis 2001 East 52nd St., Indianapolis IN AIHA ELLAP 157245

mailto:indianapolislab@emsl.com


ConcentrationAnalyzed Area Sampled NotesRDLLab ID: Lead

160910668

Attn: Amarjit Sidhu
Advanced Environmental Management Group
44339 Plymouth Oaks Blvd.
Plymouth, MI 48170-2585

Customer PO:
Received: 07/14/09 9:00 AM

None Given

Customer ID: EPSP62

Fax: (810) 966-9853 Phone: (810) 966-9850
Project:

EMSL Order:

EMSL Proj:

Lead in Dust by Flame AAS (SW 846 3050B*/7000B)

EMSL Analytical, Inc.
2001 East 52nd St., Indianapolis, IN 46205
Phone:  (317) 803-2997        Fax:  (317) 803-3047     Email:   indianapolislab@emsl.com

140 50 µg/ft²in²7/15/20090045 10

Client Sample Collected: 7/13/2009SP110-3-2W
µg/ft²

144 <10 µg/ft²in²7/15/20090046 10

Client Sample Collected: 7/13/2009SP101-3-1W
µg/ft²

140 14 µg/ft²in²7/15/20090047 10

Client Sample Collected: 7/13/2009SP101-3-2W
µg/ft²

144 <10 µg/ft²in²7/15/20090048 10

Client Sample Collected: 7/13/2009SP104-3-1W
µg/ft²

140 <10 µg/ft²in²7/15/20090049 10

Client Sample Collected: 7/13/2009SP104-3-2W
µg/ft²

144 <10 µg/ft²in²7/15/20090050 10

Client Sample Collected: 7/13/2009SP105-3-1W
µg/ft²

140 26 µg/ft²in²7/15/20090051 10

Client Sample Collected: 7/13/2009SP105-3-2W
µg/ft²

144 <10 µg/ft²in²7/15/20090052 10

Client Sample Collected: 7/13/2009SP109-3-1W
µg/ft²

Sample was one of two labeled 
as SP103-3-2W.  No sample 
was labeled SP109-3-2W

140 <10 µg/ft²in²7/15/20090053 10

Client Sample Collected: 7/13/2009SP109-3-2W

µg/ft²

144 <10 µg/ft²in²7/15/20090054 10

Client Sample Collected: 7/13/2009SP108-3-1W
µg/ft²

Page 6 of 8Test Report PB w/RDL-7.12.0   Printed: 7/21/2009 7:21:20 AM

Doug Wiegand, Laboratory Manager
or other approved signatory

Samples analyzed by EMSL Analytical, Inc. Indianapolis 2001 East 52nd St., Indianapolis IN AIHA ELLAP 157245
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ConcentrationAnalyzed Area Sampled NotesRDLLab ID: Lead

160910668

Attn: Amarjit Sidhu
Advanced Environmental Management Group
44339 Plymouth Oaks Blvd.
Plymouth, MI 48170-2585

Customer PO:
Received: 07/14/09 9:00 AM

None Given

Customer ID: EPSP62

Fax: (810) 966-9853 Phone: (810) 966-9850
Project:

EMSL Order:

EMSL Proj:

Lead in Dust by Flame AAS (SW 846 3050B*/7000B)

EMSL Analytical, Inc.
2001 East 52nd St., Indianapolis, IN 46205
Phone:  (317) 803-2997        Fax:  (317) 803-3047     Email:   indianapolislab@emsl.com

140 <10 µg/ft²in²7/15/20090055 10

Client Sample Collected: 7/13/2009SP108-3-2W
µg/ft²

144 <10 µg/ft²in²7/15/20090056 10

Client Sample Collected: 7/13/2009SP112-3-1W
µg/ft²

140 10 µg/ft²in²7/15/20090057 10

Client Sample Collected: 7/13/2009SP112-3-2W
µg/ft²

144 <10 µg/ft²in²7/15/20090058 10

Client Sample Collected: 7/13/2009SP102-3-1W
µg/ft²

144 <10 µg/ft²in²7/15/20090059 10

Client Sample Collected: 7/13/2009SP106-3-1W
µg/ft²

140 42 µg/ft²in²7/15/20090060 10

Client Sample Collected: 7/13/2009SP106-3-2W
µg/ft²

144 <10 µg/ft²in²7/15/20090061 10

Client Sample Collected: 7/13/2009SP100-3(H)-1W
µg/ft²

140 46 µg/ft²in²7/15/20090062 10

Client Sample Collected: 7/13/2009SP100-3(H)-2W
µg/ft²

144 <10 µg/ft²in²7/15/20090063 10

Client Sample Collected: 7/13/2009SP113-3-1W
µg/ft²

140 <10 µg/ft²in²7/15/20090064 10

Client Sample Collected: 7/13/2009SP113-3-2W
µg/ft²

144 <10 µg/ft²in²7/15/20090065 10

Client Sample Collected: 7/13/2009SP103-3-1W
µg/ft²

Page 7 of 8Test Report PB w/RDL-7.12.0   Printed: 7/21/2009 7:21:21 AM

Doug Wiegand, Laboratory Manager
or other approved signatory

Samples analyzed by EMSL Analytical, Inc. Indianapolis 2001 East 52nd St., Indianapolis IN AIHA ELLAP 157245

mailto:indianapolislab@emsl.com


ConcentrationAnalyzed Area Sampled NotesRDLLab ID: Lead

160910668

Attn: Amarjit Sidhu
Advanced Environmental Management Group
44339 Plymouth Oaks Blvd.
Plymouth, MI 48170-2585

Customer PO:
Received: 07/14/09 9:00 AM

None Given

Customer ID: EPSP62

Fax: (810) 966-9853 Phone: (810) 966-9850
Project:

EMSL Order:

EMSL Proj:

Lead in Dust by Flame AAS (SW 846 3050B*/7000B)

EMSL Analytical, Inc.
2001 East 52nd St., Indianapolis, IN 46205
Phone:  (317) 803-2997        Fax:  (317) 803-3047     Email:   indianapolislab@emsl.com

One of two samples labeled as 
SP103-3-2W

140 36 µg/ft²in²7/15/20090066 10

Client Sample Collected: 7/13/2009SP103-3-2W

µg/ft²

144 <10 µg/ft²in²7/15/20090067 10

Client Sample Collected: 7/13/2009SP100-3-1W
µg/ft²

0 <10 µg/wipein²7/16/20090070 10

Client Sample Collected: 7/13/2009SPFB-1
µg/wipe

0 <10 µg/wipein²7/16/20090071 10

Client Sample Collected: 7/13/2009SPFB-2
µg/wipe

144 240 µg/ft²in²7/16/20090072 10

Client Sample Collected: 7/13/2009SPFB-3
µg/ft²

Page 8 of 8Test Report PB w/RDL-7.12.0   Printed: 7/21/2009 7:21:21 AM

Doug Wiegand, Laboratory Manager
or other approved signatory

Samples analyzed by EMSL Analytical, Inc. Indianapolis 2001 East 52nd St., Indianapolis IN AIHA ELLAP 157245

mailto:indianapolislab@emsl.com












 PRELIMINARY DRAFT  

Lead-Based Paint Inspection & Risk Assessment, Bldg 3, VAMC  
Earth Smart Environmental Solutions  October 30, 2009 

Appendix H: 

XRF raw data 



 PRELIMINARY DRAFT  

Lead-Based Paint Inspection & Risk Assessment, Bldg 3, VAMC  
Earth Smart Environmental Solutions  October 30, 2009 

Appendix I: 

Total abatement cost estimate   



ALEDA E. LUTZ
DEPARTMENT OF VETERANS AFFAIRS MEDICAL CENTER

BUILDING 3
COST ESTIMATE FOR LEAD-BASED PAINT ABATEMENT / PAINT STABLIZATION

Page 1 of 11

XRF 
Sample 
Number

Building 
Number

Room 
Number Building Component Substrate Color

Location 
(A,B,C,D)

Lead 
Results 

(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage Abatement Options

Cost Estimate for lead-
based paint abatement/paint 

stablization

13 3 SP2-3 PIPE METAL GRAY 27 4 POOR

Abatement or 
Encapsulation of all Lead 

Based Paint $400.00

14 3 SP2-3 PIPE METAL GRAY 16 4 POOR

Abatement or 
Encapsulation of all Lead 

Based Paint $400.00

15 3 SP2-3 PIPE
METAL/ASBESTOS 
INSULATION GRAY 26 +/- 8 90 INTACT

Abatement or 
Encapsulation of all Lead 

Based Paint $9,000.00

18 3 SP2-3 CONDUIT METAL GRAY 2.0 +/- 0.5 8 INTACT

Abatement or 
Encapsulation of all Lead 

Based Paint $800.00

19 3 SP2-3 HANGER METAL GRAY 2.5 +/- 8.3 15 HANGERS POORAbatement or Encapsulation of all Lead Based Paint$1,125.00

24 3 SP7-3 PIPE
METAL/ASBESTOS 
INSULATION GRAY 13 +/- 5.2 65 INTACT

Abatement or 
Encapsulation of all Lead 

Based Paint $6,500.00

25 3 SP7-3 HANGER METAL GRAY 30 +/- 9 18 HANGERS INTACT

Abatement or 
Encapsulation of all Lead 

Based Paint $1,170.00

26 3 SP7-3 CONDUIT METAL GRAY 2.2 +/- .7 5 INTACT

Abatement or 
Encapsulation of all Lead 

Based Paint $500.00

31 3  SP6-3 DOOR JAM WOOD WHITE C 3.6 +/- 1.8 4 INTACT

Abatement or 
Encapsulation of all Lead 

Based Paint $400.00

32 3  SP6-3 PIPE
METAL/ASBESTOS 
INSULATION GRAY 21 +/- 3.4 35 INTACT

Abatement or 
Encapsulation of all Lead 

Based Paint $3,500.00

33 3  SP6-3 HANGER METAL GRAY 18 +/- 7.7 9 INTACT

Abatement or 
Encapsulation of all Lead 

Based Paint $900.00

35 3  SP6-3 CONDUIT METAL GRAY 1.7 +/-  .4 4 INTACT

Abatement or 
Encapsulation of all Lead 

Based Paint $400.00

44 3 SP8-3 PIPE METAL WHITE 5.1 +/-  1.8 11 INTACT

Abatement or 
Encapsulation of all Lead 

Based Paint $1,100.00

45 3 SP8-3 HANGER METAL WHITE 3.2 +/-  1.0 15 INTACT

Abatement or 
Encapsulation of all Lead 

Based Paint $1,500.00

46 3 SP8-3 PIPE
METAL/ASBESTOS 
INSULATION WHITE 14 +/-  5.4 36 INTACT

Abatement or 
Encapsulation of all Lead 

Based Paint $3,600.00

47 3 SP8-3 CONDUIT METAL WHITE 3.1 +/-  .09 4 INTACT

Abatement or 
Encapsulation of all Lead 

Based Paint $400.00

59 3 SP3-3 PIPE
METAL/ASBESTOS 
INSULATION GRAY 15 +/-  6.2 50 INTACT

Abatement or 
Encapsulation of all Lead 

Based Paint $5,000.00

60 3 SP3-3 PIPE METAL ORANGE 3.9 +/-  .06 6 INTACT

Abatement or 
Encapsulation of all Lead 

Based Paint $600.00

61 3 SP3-3 CONDUIT METAL GRAY 2.8 +/-  .8 18 INTACT

Abatement or 
Encapsulation of all Lead 

Based Paint $1,800.00

ROOM SP7-3

ROOM SP2-3

ROOM SP6-3

ROOM SP3-3

ROOM SP8-3



ALEDA E. LUTZ
DEPARTMENT OF VETERANS AFFAIRS MEDICAL CENTER

BUILDING 3
COST ESTIMATE FOR LEAD-BASED PAINT ABATEMENT / PAINT STABLIZATION

Page 2 of 11

XRF 
Sample 
Number

Building 
Number

Room 
Number Building Component Substrate Color

Location 
(A,B,C,D)

Lead 
Results 

(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage Abatement Options

Cost Estimate for lead-
based paint abatement/paint 

stablization

ROOM SP2-3
65 3 SP3-3 ELECTRICAL BOX METAL GRAY A 5.1 +/-  1.9 4 INTACT

Abatement or 
Encapsulation of all Lead 

Based Paint $400.00

70 3 SP3-3 CAGE METAL GRAY C 2.4 +/-  .6 100 INTACT

Abatement or 
Encapsulation of all Lead 

Based Paint $10,000.00

72 3 SP3-3 HANGER METAL GRAY 5.1 +/-  1.6 12 INTACT

Abatement or 
Encapsulation of all Lead 

Based Paint $1,200.00

77 3 SP4-3 DOOR WOOD WHITE C 4.3 +/-  1.2 20 INTACT

Abatement or 
Encapsulation of all Lead 

Based Paint $2,000.00

78 3 SP4-3 DOOR JAM WOOD WHITE C 4.0 +/-  1.4 4 INTACT

Abatement or 
Encapsulation of all Lead 

Based Paint $400.00

79 3 SP4-3 PIPE METAL GRAY 5.1 +/-  1.7 4 INTACT

Abatement or 
Encapsulation of all Lead 

Based Paint $400.00

80 3 SP4-3 HANGER METAL GRAY 22 +/-  7.4 10 INTACT

Abatement or 
Encapsulation of all Lead 

Based Paint $1,000.00

81 3 SP4-3 CONDUIT METAL GRAY 2.9 +/-  .8 21 POOR

Abatement or 
Encapsulation of all Lead 

Based Paint $2,100.00

82 3 SP4-3 PIPE
METAL/ASBESTOS 
INSULATION GRAY 15 +/-  2.9 65 INTACT

Abatement or 
Encapsulation of all Lead 

Based Paint $6,500.00

84 3 SP5-3 WINDOW FRAME METAL RED B 1.4 +/-  .3 2 POOR

Abatement or 
Encapsulation of all Lead 

Based Paint $200.00

93 3 SP1-3 PIPE METAL GRAY 21 +/-  7.6 40 iINTACT

Abatement or 
Encapsulation of all Lead 

Based Paint $4,000.00

94 3 SP1-3 PIPE
METAL/ASBESTOS 
INSULATION GRAY 28 +/-  8.4 45 POOR

Abatement or 
Encapsulation of all Lead 

Based Paint $4,500.00

97 3 SP1-3 PIPE METAL WHITE 12 +/-  2.5 51 POOR

Abatement or 
Encapsulation of all Lead 

Based Paint $5,100.00

98 3 SP1-3 PIPE
METAL/ASBESTOS 
INSULATION WHITE 16 +/-  6.4 55 INTACT

Abatement or 
Encapsulation of all Lead 

Based Paint $5,500.00

102 3 SP1-3 CAGE METAL WHITE 1.7 +/-  .4 100 INTACT

Abatement or 
Encapsulation of all Lead 

Based Paint $10,000.00

103 3 SP1-3 WINDOW SILL CONCRETE WHITE 2.0 +/-  .9 2 INTACT

Abatement or 
Encapsulation of all Lead 

Based Paint $200.00

106 3 SP1-3 RADIATOR METAL WHITE 14 +/-  6.4 5 INTACT

Abatement or 
Encapsulation of all Lead 

Based Paint $500.00

107 3 SP1-3 WINDOW FRAME METAL GRAY 16 +/-  6.5 2 POOR

Abatement or 
Encapsulation of all Lead 

Based Paint $200.00

109 3 SP1-3 WALL CONCRETE GRAY C 21 +/-  4 60 INTACT

Abatement or 
Encapsulation of all Lead 

Based Paint $6,000.00

110 3 SP1-3 WALL CONCRETE GRAY D 22 +/-  8.6 100 INTACT

Abatement or 
Encapsulation of all Lead 

Based Paint $10,000.00

113 3 SP1-3 HANGER METAL WHITE 14 +/-  6.1 18 INTACTAbatement or Encapsulation of all Lead Based Paint$1,800.00

ROOM SP5-3

ROOM SP1-3

ROOM SP4-3



ALEDA E. LUTZ
DEPARTMENT OF VETERANS AFFAIRS MEDICAL CENTER

BUILDING 3
COST ESTIMATE FOR LEAD-BASED PAINT ABATEMENT / PAINT STABLIZATION

Page 3 of 11

XRF 
Sample 
Number

Building 
Number

Room 
Number Building Component Substrate Color

Location 
(A,B,C,D)

Lead 
Results 

(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage Abatement Options

Cost Estimate for lead-
based paint abatement/paint 

stablization

ROOM SP2-3

124 3 SP1-3(H)
CEILING (ABOVE 
STAIRS) METAL WHITE 2.1 +/-  .5 90 POOR

Abatement or 
Encapsulation of all Lead 

Based Paint $9,000.00

131 3 SP1-3(H) ELECTRICAL BOX METAL WHITE B 5.1 +/-  1.8 1 POOR

Abatement or 
Encapsulation of all Lead 

Based Paint $100.00

132 3 SP1-3(H) STAIR RISER METAL RED 3.0 +/-  1.3 45 POOR

Abatement or 
Encapsulation of all Lead 

Based Paint $4,500.00

133 3 SP1-3(H) STAIR BASEBOARD METAL RED 5.1 +/-  1.8 25 POOR

Abatement or 
Encapsulation of all Lead 

Based Paint $2,500.00

SUBTOTAL COST ESTIMATE FOR BASEMENT = $127,195.00

ROOM SP1-3(H)



ALEDA E. LUTZ
DEPARTMENT OF VETERANS AFFAIRS MEDICAL CENTER

BUILDING 3
COST ESTIMATE FOR LEAD-BASED PAINT ABATEMENT / PAINT STABLIZATION

Page 4 of 11

XRF 
Sample 
Number

Building 
Number

Room 
Number Building Component Substrate Color

Location 
(A,B,C,D)

Lead 
Results 

(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage

Cost Estimate for lead-
based paint 

abatement/paint 
stablization

117 3 SP200-3(H) DOOR WOOD WHITE B 2.6 +/-  .6 25 INTACT $2,500.00

120 3 SP200-3(H) BASEBOARD WOOD WHITE C 8.03 +/-  2.30 4 INTACT $400.00

122 3 SP200-3(H) CLOSET DOOR WOOD WHITE D 4.38 +/-  1.39 25 INTACT $2,500.00

125 3 SP200-3(H) CLOSET SHELVES WOOD WHITE D 3.7 +/-  1.3 25 INTACT $2,500.00

136 3 SP209-3 CLOSET SHELVES WOOD WHITE A 4.9 +/-  1.5 30 INTACT $3,000.00

138 3 SP209-3 BASEBOARD WOOD WHITE B 7.6 +/-  3.1 23 INTACT $2,300.00

140 3 SP209-3 WINDOW SILL WOOD WHITE B 3.1 +/-  1.0 4 INTACT $400.00

141 3 SP209-3 WINDOW FRAME WOOD WHITE B 3.2 +/-  .9 23 INTACT $2,300.00

145 3 SP209-3 DOOR WOOD WHITE D 7.1 +/-  2.0 25 INTACT $2,500.00

152 3 SP208-3 WINDOW SILL WOOD WHITE A 4.3 +/-  1.2 5 INTACT $500.00

153 3 SP208-3 WINDOW FRAME WOOD WHITE A 3.4 +/-  1.1 35 INTACT $3,500.00

157 3 SP208-3 BASEBOARD WOOD WHITE B 6 +/-  2.1 23 INTACT $2,300.00

158 3 SP208-3 CONDUIT METAL WHITE A 4.9 +/-  1.8 2 INTACT $200.00

161 3 SP208-3 DOOR WOOD WHITE C 4.5 +/-  1.3 25 INTACT $2,500.00

163 3 SP208-3 CLOSET DOOR WOOD WHITE D 7.7 +/-  2.7 70 INTACT $7,000.00

165 3 SP208-3 CLOSET DOOR SHELVES WOOD WHITE D 5.1 +/-  1.8 20 INTACT $2,000.00

170 3 SP206-3(H) BASEBOARD WOOD WHITE A 7.2 +/-  2.9 10 INTACT $1,000.00

174 3 SP206-3(H) DOOR WOOD WHITE B 3.6 +/-  1.2 100 POOR $10,000.00

177 3 SP206-3(H) CLOSET DOOR WOOD WHITE D 5.7 +/-  1.7 30 INTACT $3,000.00

179 3 SP206-3(H) CLOSET SHELVES WOOD WHITE D 5.1 +/-  1.3 20 INTACT $2,000.00

ROOM SP200-3(H)

ROOM SP209-3

ROOM SP208-3

ROOM SP206-3(H)



ALEDA E. LUTZ
DEPARTMENT OF VETERANS AFFAIRS MEDICAL CENTER

BUILDING 3
COST ESTIMATE FOR LEAD-BASED PAINT ABATEMENT / PAINT STABLIZATION

Page 5 of 11

XRF 
Sample 
Number

Building 
Number

Room 
Number Building Component Substrate Color

Location 
(A,B,C,D)

Lead 
Results 

(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage

Cost Estimate for lead-
based paint 

abatement/paint 
stablization

ROOM SP200-3(H)

187 3 SP207-3 WINDOW FRAME WOOD WHITE A 4.3 +/-  1.5 8 INTACT $800.00

189 3 SP207-3 WALL PLASTER (WALLPAPER) UNKNOWN B 3.6 +/-  1.3 125 INTACT $12,500.00

195 3 SP207-3 DOOR WOOD WHITE C 4.0 +/-  1.3 25 INTACT $2,500.00

202 3 SP211-3 WINDOW SILL WOOD WHITE C 4.0 +/-  1.2 2 INTACT $200.00

203 3 SP211-3 WINDOW FRAME WOOD WHITE C 7.3 +/-  2.8 12 INTACT $1,200.00

206 3 SP211-3 BASEBOARD WOOD WHITE D 7.9 +/-  3.3 20 INTACT $2,000.00

213 3 SP206-3 WINDOW FRAME WOOD WHITE A 2.9 +/-  1.1 34 INTACT $3,400.00

214 3 SP206-3 WINDOW SILL WOOD WHITE A 5.6 +/-  1.7 5 INTACT $500.00

216 3 SP206-3 BASEBOARD WOOD WHITE A 6.4 +/-  2.0 28 INTACT $2,800.00

227 3 SP212-3(H) CLOSET DOOR WOOD WHITE B 4.2 +/-  1.2 40 INTACT $4,000.00

228 3 SP212-3(H) CLOSET SHELVES WOOD WHITE B 4.1 +/-  1.5 25 INTACT $2,500.00

229 3 SP212-3(H) BASEBOARD WOOD WHITE B 8.4 +/-  3.2 5 INTACT $500.00

136 3 SP203-4 BASEBOARD WOOD WHITE A 4.3 +/-  1.5 33 INTACT $3,300.00

137 3 SP203-4 WINDOW SILL WOOD WHITE A 5.2 +/- 1.8 6 INTACT $600.00

138 3 SP203-4 WINDOW FRAME WOOD WHITE A 3.4 +/- 1.2 36 INTACT $3,600.00

140 3 SP203-4 CLOSET DOOR WOOD WHITE B 3.8 +/-  1.3 45 INTACT $4,500.00

144 3 SP203-4 DOOR WOOD WHITE C 4.3 +/-  1.3 25 INTACT $2,500.00

11 3 SP202-3 CLOSET DOOR WOOD WHITE A 3.36 +/-  1.00 75 INTACT $7,500.00

ROOM SP202-3

ROOM SP207-3

ROOM SP211-3

ROOM SP206-3

ROOM SP212-3(H)

ROOM SP203-4



ALEDA E. LUTZ
DEPARTMENT OF VETERANS AFFAIRS MEDICAL CENTER

BUILDING 3
COST ESTIMATE FOR LEAD-BASED PAINT ABATEMENT / PAINT STABLIZATION

Page 6 of 11

XRF 
Sample 
Number

Building 
Number

Room 
Number Building Component Substrate Color

Location 
(A,B,C,D)

Lead 
Results 

(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage

Cost Estimate for lead-
based paint 

abatement/paint 
stablization

ROOM SP200-3(H)
13 3 SP202-3 CLOSET DOOR SHELVES WOOD WHITE A 5.7 +/-  2 15 INTACT $1,500.00

20 3 SP202-3 WINDOW SILL WOOD WHITE C 4.8 +/-  1.6 2 POOR $200.00

21 3 SP202-3 WINDOW FRAME WOOD WHITE C 5.1 +/-  1.9 12 INTACT $1,200.00

39 3 SP201-3 WINDOW FRAME WOOD WHITE C 4.5 +/-  1.6 12 INTACT $1,200.00

40 3 SP201-3 WINDOW SILL WOOD WHITE C 4.3 +/-  1.6 2 INTACT $200.00

44 3 SP201-3 BASEBOARD WOOD WHITE D 6.8 +/-  2.4 23 INTACT $2,300.00

56 3 SP205-3 WINDOW SILL WOOD WHITE A 5.08 +/-  1.50 5 INTACT $500.00

57 3 SP205-3 WINDOW FRAME WOOD WHITE A 4.6 +/-  1.5 34 INTACT $3,400.00

61 3 SP205-3 BASEBOARD WOOD WHITE B 7.3 +/-  2.7 31 INTACT $3,100.00

81 3 SP205-3(H) BASEBOARD WOOD WHITE C 4.9 +/-  1.9 10 INTACT $1,000.00

82 3 SP205-3(H) DOOR WOOD WHITE A 4.4 +/-  1.7 80 INTACT $8,000.00

85 3 SP205-3(H) CLOSET DOOR WOOD WHITE A 6.5 +/-  2.6 25 INTACT $2,500.00

92 3 SP204-3 WINDOW FRAME WOOD WHITE A 4.3 +/-  1.5 10 INTACT $1,000.00

99 3 SP204-3 DOOR WOOD WHITE C 8.8 +/-  3.4 25 INTACT $2,500.00

106 3 SP200-3 WINDOW SILL WOOD WHITE C 4.1 +/-  1.4 2 INTACT $200.00

107 3 SP200-3 WINDOW FRAME WOOD WHITE C 4.7 +/-  1.7 10 INTACT $1,000.00

241 3 SP212-3 WINDOW SILL WOOD WHITE C 4.9 +/-  1.9 2 INTACT $200.00

242 3 SP212-3 WINDOW FRAME WOOD WHITE C 3.4 +/-  1.0 10 INTACT $1,000.00

ROOM SP200-3

ROOM SP212-3

ROOM SP201-3

ROOM SP205-3

ROOM SP205-3(H)

ROOM SP204-3



ALEDA E. LUTZ
DEPARTMENT OF VETERANS AFFAIRS MEDICAL CENTER

BUILDING 3
COST ESTIMATE FOR LEAD-BASED PAINT ABATEMENT / PAINT STABLIZATION

Page 7 of 11

XRF 
Sample 
Number

Building 
Number

Room 
Number Building Component Substrate Color

Location 
(A,B,C,D)

Lead 
Results 

(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage

Cost Estimate for lead-
based paint 

abatement/paint 
stablization

ROOM SP200-3(H)
246 3 SP212-3 BASEBOARD WOOD WHITE A 6.2 +/-  1.8 8 INTACT $800.00

249 3 SP210-3 DOOR WOOD WHITE A 4.9 +/-  1.6 25 INTACT $2,500.00

252 3 SP210-3 BASEBOARD WOOD WHITE B 5.8 +/-  1.9 20 INTACT $2,000.00

253 3 SP210-3 CLOSET DOOR WOOD WHITE B 6.4 +/-  2.4 60 INTACT $6,000.00

255 3 SP210-3 CLOSET SHELVES METAL WHITE B 5.1 +/-  1.9 30 INTACT $3,000.00

258 3 SP210-3 WINDOW SILL WOOD WHITE C 3.1 +/-  1.1 4 POOR $400.00

259 3 SP210-3 WINDOW FRAME WOOD WHITE C 4.1 +/-  1.4 23 INTACT $2,300.00

SUBTOTAL COST ESTIMATE FOR 2ND FLOOR = $155,300.00

ROOM SP210-3



ALEDA E. LUTZ
DEPARTMENT OF VETERANS AFFAIRS MEDICAL CENTER

BUILDING 3
COST ESTIMATE FOR LEAD-BASED PAINT ABATEMENT / PAINT STABLIZATION

Page 8 of 11

XRF 
Sample 
Number

Building 
Number

Room 
Number Building Component Substrate Color

Location 
(A,B,C,D)

Lead Results 
(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage

Cost Estimate for lead-
based paint 

abatement/paint 
stablization

6 3 SP109-3 WINDOW SILL WOOD WHITE C 4.5 +/-  1.4 4 INTACT $400.00

7 3 SP109-3 WINDOW FRAME WOOD WHITE C 3.5 +/-  1.2 23 INTACT $2,300.00

11 3 SP109-3 CLOSET DOOR WOOD WHITE D 4.7 +/-  1.6 35 INTACT $3,500.00

14 3 SP109-3 INSIDE CLOSET DOOR WOOD BROWN D 5.8 +/-  1.6 35 INTACT $3,500.00

15 3 SP109-3 CLOSET SHELVE WOOD WHITE D 4.1 +/-  1.4 10 INTACT $1,000.00

27 3 SP112-3 WINDOW SILL WOOD WHITE A 5.8 +/-  1.5 4 INTACT $400.00

28 3 SP112-3 WINDOW FRAME WOOD WHITE A 5.1 +/-  1.7 23 INTACT 2300

58 3 SP108-3 WINDOW SILL WOOD WHITE C 6.1 +/-  2.5 2 INTACT $200.00

59 3 SP108-3 WINDOW FRAME WOOD WHITE C 7.3 +/-  2.5 12 INTACT 1200

67 3 SP111-3 WINDOW SILL WOOD WHITE A 4.9 +/-  1.7 5 INTACT $500.00

68 3 SP111-3 WINDOW FRAME WOOD WHITE A 5.5 +/-  1.9 34 INTACT $3,400.00

73 3 SP111-3 CLOSET DOOR WOOD WHITE B 6.0 +/-  1.7 70 INTACT $7,000.00

74 3 SP111-3 CLOSET SHELVES WOOD WHITE B 3.9 +/-  1.4 36 INTACT 3600

84 3 SP110-3 CLOSET DOOR FRAME METAL WHITE A 1.5 +/-  .5 17 INTACT $1,700.00

86 3 SP110-3 CLOSET SHELVES WOOD WHITE A 4.3 +/-  1.6 40 INTACT $4,000.00

93 3 SP110-3 WINDOW SILL WOOD WHITE C 4.6 +/-  1.7 4 INTACT $400.00

94 3 SP110-3 WINDOW FRAME WOOD WHITE C 5.6 +/-  1.9 23 INTACT $2,300.00

99 3 SP101-3 WINDOW SILL WOOD WHITE A 4.0 +/-  1.2 5 POOR $500.00

101 3 SP101-3 WINDOW FRAME WOOD WHITE A 4.7 +/-  1.7 34 INTACT 2550

ROOM SP109-3

ROOM SP112-3

ROOM SP108-3

ROOM SP111-3

ROOM SP110-3
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(mg/cm2)

Quantity - 
Positive Only 

(sq. ft. ) Damage
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based paint 

abatement/paint 
stablization

ROOM SP109-3

110 3 SP104-3 CLOSET DOOR WOOD WHITE A 13 +/-  3.6 70 INTACT $7,000.00

116 3 SP104-3 WINDOW SILL WOOD WHITE C 3.9 +/-  1.2 4 INTACT $400.00

117 3 SP104-3 WINDOW FRAME WOOD WHITE C 4.1 +/-  1.2 23 INTACT 2300

129 3 SP105-3 CLOSET DOOR WOOD WHITE B 4.9 +/-  1.4 70 INTACT $7,000.00

130 3 SP105-3 CLOSET SHELVES WOOD WHITE B 6.0 +/-  1.9 15 INTACT $1,500.00

132 3 SP105-3 WINDOW SILL WOOD WHITE C 4.2 +/-  1.6 4 INTACT $400.00

133 3 SP105-3 WINDOW FRAME WOOD WHITE C 3.1 +/-  1.2 23 INTACT 2300

154 3 SP102-3 HANGER METAL ORANGE 12 +/-  2.6 4 INTACT $400.00

212 3 SP102-3 BASEBOARD PLASTIC BROWN B 4.1 +/-  1.3 17 INTACT 1700

163 3 SP106-3 WINDOW SILL WOOD WHITE C 4.2 +/-  1.4 6 POOR $600.00

164 3 SP106-3 WINDOW FRAME WOOD WHITE C 4.2 +/-  1.3 20 INTACT $2,000.00

167 3 SP106-3 CONDUIT METAL WHITE D 1.2 +/-  .3 2 INTACT 200

172 3 SP100-3(H) STAIR BASEBOARD WOOD WHITE D 5.1 +/-  1.8 20 INTACT $2,000.00

178 3 SP100-3(H) BANNISTER METAL WHITE 2.7 +/-  1.1 60 INTACT $6,000.00

180 3 SP100-3(H) WINDOW SILL WOOD WHITE A 5.5 +/-  1.7 4 INTACT $400.00

181 3 SP100-3(H) WINDOW FRAME WOOD WHITE A 5.0 +/-  1.7 15 INTACT $1,500.00

184 3 SP100-3(H) DOOR WOOD WHITE B 5.9 +/-  1.9 50 INTACT $5,000.00

186 3 SP100-3(H) DECORATIVE MOLDING WOOD WHITE 3.0 +/-  1.2 3 INTACT $300.00

191 3 SP100-3(H) ROOF ACCESS HATCH METAL WHITE 5.1 +/-  1.8 6 INTACT $600.00

ROOM SP104-3

ROOM SP105-3

ROOM SP102-3

ROOM SP106-3

ROOM SP100-3(H)
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ROOM SP109-3
194 3 SP100-3(H) ROOF ACCESS HATCH WOOD GREEN 7.7 +/-  2.2 6 POOR $600.00

195 3 SP100-3(H) ROOF ACCESS FRAME WOOD GREEN 3.4 +/-  1.1 1 INTACT $100.00

198 3 SP113-3 WINDOW FRAME WOOD WHITE A 4.3 +/-  1.3 13 INTACT $1,300.00

206 3 SP113-3 BASEBOARD VINYL BROWN C 3.0 +/-  1.3 14 INTACT $1,400.00

235 3 SP103-3 WINDOW SILL WOOD WHITE A 3.8 +/-  1.4 5 POOR $500.00

236 3 SP103-3 WINDOW FRAME WOOD WHITE A 5.8 +/-  2.0 34 INTACT $3,400.00

239 3 SP103-3 BASEBOARD VINYL BROWN C 5.1 +/-  1.6 20 INTACT $2,000.00

255 3 SP100-3 BANNISTER METAL WHITE D 1.1 +/-  .3 5 INTACT $500.00

261 3 SP100-3 CEILING (DECK) METAL WHITE 1.8 +/-  .6 50 INTACT $5,000.00

262 3 SP100-3 RAFTER METAL WHITE 9.1 +/-  2.5 35 INTACT $3,500.00

263 3 SP100-3 CEILING (DECK) METAL ORANGE 2.9 +/-  .09 45 INTACT $4,500.00

264 3 SP100-3 RAFTER METAL ORANGE 1.6 +/-  .3 18 INTACT 1800

SUBTOTAL COST ESTIMATE FOR 1ST FLOOR = $106,950.00 

ROOM SP103-3

ROOM SP100-3

ROOM SP113-3
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283 3 OUTSIDE POLE METAL BLACK A 5.1 +/-  1.6 20 INTACT $2,000.00

284 3 OUTSIDE POLE METAL GRAY A 8.4 +/-  2.5 1 INTACT $100.00

292 3 OUTSIDE
METAL PLATE (ABOVE 
POLES) METAL BLACK A 3.4 +/-  1.0 2 INTACT $200.00

293 3 OUTSIDE CEILING CONCRETE WHITE A 18 +/-  7.6 70 INTACT $7,000.00

296 3 OUTSIDE WINDOW METAL RED B 5.1 +/-  2.0 10 INTACT $1,000.00

299 3 OUTSIDE HANDRAIL CAGE METAL BLACK C 5.1 +/-  2.0 80 POOR $8,000.00

303 3 OUTSIDE VENT BOARD METAL RED C 3.4 +/-  1.0 4 INTACT $400.00

304 3 OUTSIDE METAL SQUARE METAL RED D 4.8 +/-  1.9 2 INTACT $200.00

SUBTOTAL COST ESTIMATE FOR OUTSIDE = $18,900.00 



 PRELIMINARY DRAFT  

Lead-Based Paint Inspection & Risk Assessment, Bldg 3, VAMC  
Earth Smart Environmental Solutions  October 30, 2009 

 [This page left intentionally blank] 




